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SUMMARY

A. OBJECTIVE

This study presents the results of volatile organic compound (VOC) and
particulate emission surveys performed at three Air Force painting
facilities. The three facilities -- one in McClellan AFB building 655 and
two at Ttavis AFB in buildings 550 and 1014 -- did not meet local VOC
emission standards. This report discusses the possibility of reducing these
emissions with recirculation modifications and various VOC reduction and
control strategies.

Although VOC emissions from paint spray booths can be controlled by
add-on control systems, control is expensive for present air flow rates. The
use of air recirculation within the spray booth can reduce the cost of VOC
emission controls by reducing the quantity of air which requires processing.
Recirculation systems were designed for two of the painting facilities
included in this study. In designing the systems, various criteria such as
paint booth VOC concentrations and health and safety standards were
considered. Add-on VOC emission control systems which can be used in
conjunction with the recirculation system are evaluated in this study. The
devices of interest are a solvent incineration system and an activated carbon
adsorption bed. The VOC removal efficiency, initial capital investment and
operating costs for both of these technologies are discussed.,'-

B. BACKGROUND "1

The Air Force uses a number of solvents and solvent-based coatings in
many routine operations that are required to maintain aircraft-related
equipment. Specific activities which result in the emission of large
quantities of VOCs include metal cleaning, painting, paint removal, fuel
storage and transfer, and industrial waste treatment. As a result of these
operations, significant quantities of VOCs are released into the atmosphere.
For this reason, Air Force operations comprise one of the VOC source
categories regulated by the Clean Air Act and state and local laws.

Solvent-based epoxy primers and solvent-based polyurethane topcoats are -,

normally used by the Air Force for painting aircraft. Methylethyl ketone,
isopropyl alcohol, toluene, lacquer thinner, and aliphatic polyurethane
thinner are the solvents generally involved in painting. Currently the
solvents, primers, coatings for corrosion control and aerospace topcoats used ...

by the Air Force exceed VOC emission limits established by both federal and :or
state laws. The statutory deadline to comply with both state and federal A
laws is December 31, 1987.

The study of VOC and particulate emissions and possible reduction.-... ......
strategies at the three Air Force paintfitj Fd ili.ies took place between June
and September, 1987. Painting operations at McClellan AFB in Building 655
were observed between June 1 and June 5. Painting operations at Travis AFB

........... ....................................................... ....... ..
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C. PROJECT DESCRIPTION '

The project was conducted in two steps. Step I involved characterizing
the VOC and particulate emissions from the painting facilities included in
this study. Step 2 was to make recommendations, based on the data collected
in Step 1, of viable VOC emission reduction and control options for each of %
the facilities.

Step 1 was accomplished hy observing the paint operations occurring at
each of the facilities, and sampling for organics and particulates both
inside and outside the paint booth. The sampling methods used to
characterize the emissions were National Institute of Safety and Health
(NIOSH) 500, NIOSH 1300, Modified Method 5, anemometer volume flow, EPA
Method 2 volume flow, ST-7 and Method 25A. In addition, records of paint
usage rates and paint booth operations were kept. At McClellan AFB, water
samples were drawn from the water curtain sumps which remove particulate from
the exhaust flow.

Step 2 was accomplished by analyzing the data and developing possible
VOC emission control strategies for each of the painting facilities included
in this study. %

D. CONCLUSIONS AND RECOMMENDATIONS %

* All three painting facilities included in this study failed to meet
applicable VOC emission standards.

* The adoption of more efficient paint application methods is a viable
VOC emission reduction strategy.

* Paint booth recirculation modifications associated with an add-on
control device would result in significant VOC emission reductions.

* A recirculation system could be installed at the McClellan AFB
Building 655 paint facility at an approximate cost of $47,000. The
bleed-off volume required to maintain the VOC concentration below
established safety limits is 1,500 scfm.

* A recirculation system could be installed at the Travis AFB
Building 1014 painting facility at an approximate cost of $33,000.
The bleed-off volume required to maintain the VOC concentration
below established safety limits is 860 scfm.

* Recommerdations specific to each site regarding safe and efficient
paint booth operation were also made.

" A recirculation system could be installed at the Travis AFB
Building 1014 painting facility at an approximate cost of $33,000.
The bleed-off volume required to maintain the VOC concentration
below established safety limits is 860 scfm. 9.

• Recommendations specific to each site regarding safe and efficient
paint booth operation were also made.
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SECTION I

INTRODUCTION S

A. BACKGROUND

The Air Force uses a number of organic coatings and solvents in
maintaining aircraft and aircraft-related equipment. Activities such as
metal cleaning, painting, paint removal, fuel storage and transfer, and
industrial waste treatment produce large quantities of VOCs which are released
into the atmosphere. For this reason, Air Force operations comprise one of K..
the VOC source categories regulated by the Clean Air Act and state and local
laws designed to reduce emissions of organic ozone precursors. Because many
areas have not yet attained ozone control goals set by the Clean Air Act,
local agencies are applying increased pressure on Air Force facilities lo
decrease VOC emissions. ,

This study focused on Air Force painting operations. Solvent-based
epoxy primers and solvent-based polyurethane topcoats are norally used ny V
the Air Force for painting aircraft. Methyl ethyl ketone (i EK), isoprupyl S
alchohol, toluene, laquer thinner and aliphatic polyurethane thinner are the
solvents generally involved in painting. The solvents, primers, coatings for % %
corrosion control, and aerospace topcoats used by the Air Force exceed VOC .

limits established by both federal and state laws. The statutory deadline to
comply with both the state and federal laws is December 31, 1987.

B. OBJECTIVE

The objective of this effort was to identify appropriate controu
technologies which would minimize emission of VOCs and otner hazardous dir
pollutants (HAPs) from facilities where routine painting operations take
place at typical Air Force Bases. Of particular interest are paint spray
booths which are sources of large, uncontrolled VOC emissions.

C. SCOPE/APPROACH

The project was divided into two phases. Phase 1 consisted of the
characterization of VOC and HAP emissions from typical Air Force painting •
facilities and the identification of appropriate VOC emission control
technologies for these facilities. Three painting facilities at two Air
Force bases were studied to gather emissions characterization data such as
temperatures, pressures, flowrates, and emissions concentrations. Knowledge
of these variables is required to identify control options. The procedures
used to characterize these variables are presented in Appendix C. Phase I
addresses issues and makes recommendations regarding the pilot-scale testi,.
of appropriate control technologies for the reduction of VOC and HAP
emissions.

Phase II of this project is the implementation recommenddtlcns made in
Phase I. 0
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SECTION II .era

PAINT BOOTH EMISSIONS CHARACTERIZATION ,

A. McCLELLAN AIR FORCE BASE

The McClellan Air Force Base downdraft water curtain paint spray booth

is located inside Building 655. The unit is approximately 60 feet long,

18 feet wide, and 18 feet tall. Air is ducted through a particulate filter

system on the roof of the main building and routed through the ceiling of the
spray booth. The air flows downward, through floor gratings, and passes
through a water curtain. Each sump is serviced by two ducts equipped with

radial fans which exhaust to roof vents. The paint booth is maintained under

negative pressure and is, therefore, subject to in-leakage. A schematic of

the paint booth and the associated sampling locations used to characterize
the VOC concentration profile is given in Figure 1. In addition, the
sampling locations are listed in Table 1.

1. Paint Processes and Usage

Before sampling, a list of paints to be used for the duration of the

test was compiled. Samples of these paints were analyzed for residue and VOC

content, and the results were used to aid in organic speciation analyses of

the VOC samples drawn from the air and the water. Table 2 lists the primary ,
components of the paints used during the test, and Table 3 gives the results

of the paint residue analysis.

Because of the large number of exhaust vents, it was anticipated that

the particulate and organic concentrations in both the water and the air

samples would depend on where in the booth the paint was applied, as well as

the orientation of the surface painted. For this reason, the facility was

divided into quadrants associated with the four water sumps. Records were 5

keot of where, in terms of these quadrants, the paint was applied, as well as

the time and rate at which the paint was consumed. These records are

summarized in Tables 4 and 5. The particulate and organic sampling results

are correlated with these records in subsequent sections.

2. Flow Measurements

Two flow measurement procedures were used to determine volume flow

through the paint spray booth:

* Daily anemometer readings were taken at the floor grates.

" Pitot tube readings were taken in each exhaust duct according to

EPA Method 2.

[hese procedures are discussed more fully in Appendix C.

2 K '.-
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TABLE 1. LIST OF SArPLING LOCATIONS --

McCLELLAN AIR FORCE BASE S

Location
number Descri pt ion

1 Exhaust vent duct 1 (Quadrant 3A)

2 Exhaust vent duct 2 (Quadrant 3B) p,

Exhaust vent duct 3 (Quadrant 4A)..-
4 Exhaust vent duct 4 (Quadrant 4B)

-Exhaust vent duct 5 (Quadrant 1A)6 Exhaust vent duct 6 (Quadrant 1B)

7 Exhaust vent duct 7 (Quadrant 2A)
Exhaust vent duct 6 (Quadrant 2B) 5 ,

8 Exhaust vent duct 8 (Quadrant 2B) .,

9 Quadrant 3 sump

10 Quadrant I surip

11 Quadrant 4 sump

1? Quadrant 2 sump

13 Quadrant 3 grating

14 Quadrant I grating.

15 Quadrant 4 grating

16 Quadrant 2 grating

4 ,S

-P..
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TABLE 3. RESIDUE ANALYSIS OF PAINT SAMPLES--'. l

McCLELLAN AIR FORCE BASE

Initial Final Percent
Sample Paint type weight weight volatile !

905344 Desert Sand 0.5408 0.3151 41.7

905345 Sand 0.6532 0.4128 36.8.-
905347 Green 0.6038 0.3491 42.2
905349 Black 0. 5613 0.334 40.5 f".
905351 Brown 0.7415 0.463 37.6.

905353 White 0.4172 0.2288 45.2
905355 Sea foam Green 0.5846 0.1895 67.6
905361 Aircraft Thinner 0.3238 0.00 100

Mixtures

905357 Aircraft Primer 1.1142 0.5028 54.9
905358 Primer C1atalyst

Water -

3:1:2 a  "

905363 Wash Primer 0.4416 0.0293 93.4 .

905364 Primer Catalyst
Ethanol %
4:1:1b i

Il

6.-

b~hewas prier om ntiash Frinerl prent
Samples Pntantl type wieigh weraigh volatile

"SW

4%.

90534 DeertSand0.548 03151 41.

905345i i' San d 0.6532 i 0.412 36.8m -
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TABLE 4. PAINT BOOTH OPERATING LOG -- McCLELLAN AIR FORCE BASE ,

Paint ,_
time .

Day Time Quadrant (min) Comments

June 2 0923 - 0932 1,2,3,4 :48 2 operators & 1 gun, shelter
0940 - 0943 1,2,3,4 3:00 2 operators & 1 gun, shelter
1052 - 1102 1,3 7:25 2 operators & 1 gun, shelter
1235 - 1303 1,3 17:51 2 operators & 1 gun, shelter
1347 - 1357 1,3 8:36 2 operators & 1 gun, exterior shelter

June 3 0924 - 0933 1,2,3,4 5:05 4 operators & 1 gun, undercoat 2 shelters
1020 - 1025 2,4 4:10 2 operators & 1 gun, exterior & interior shelter
1032 - 1056 1,3 19:34 2 operators & I gun, exterior shelter
1310 - 1324 1,3 23:38 2 operators & 1 gun, exterior shelter
1251 - 1331 2,4 26:42 2 operators & 1 gun, exterior & interior shelte-
1431 - 1505 1,3 24:18 2 operators & 1 gun, exterior shelter
1703 - 1725 1,3 17:03 1 operator, exterior shelter

June 4 0805 - 0845 1,3 40:00 Sanding only
0923 - 0940 1,3 17:00 Sanding only
0928 - 1110 2,4 46:44 2 operators & 1 gun, exterior shelter
1044 - 1049 1,3 5:00 2 operators & 1 gun, interior shelter
1223 - 1238 1,3 9:45 2 operators & 1 gun, interior shelter
1240 - 1307 2,4 10:25 2 operators & 1 gun, exterior shelter
1324 - 1335 1,3 10:14 1 operator, interior shelter
1322 - 1333 2,4 9:12 1 operator, interior shelter
1425 - 1436 1,3 6:46 2 operators & I gun, interior shelter

June 5 0850 - 0900 2,4 10:00 Air blowing shelter
0947 - 1010 2,4 10:42 1 operator, exterior shelter

7 .
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Each of the four floor grates was divided into six sections, and a daily
flow measurement was taken with the anerometer over each area. The results
of the integrated flow calculations are given in Table 6.

EPA M ethod 2 volume flow measurement procedures were used to determite %f.
air flowrates in the exhaust ducts. This procedure requires the use of a
pitot tube in a straight duct at a location 8 duct diameters downstream of
any flow obstructions or variations.

The results of the EPA Method 2 volume-flow measurements are g-qen in
Table 7. Because the ducts leading from the water curtain to the roof are
extremely curved, there are no accessible locations where a straight run of
even two diameters can be obtained, thus,it was not possible to comply with
the Method 2 protocol. In addition, free-swinging dampers in the ducts
further upset the flow. The obstacles and routing in the ducts cause the
airflow to be nonlaminar. For this reason, vortical flow and recirculation
were often detected with the pitot tube (a negative pressure differential is
indicative of vortical flow) (1). If a negative pressure differential was
measured, a zero value was substituted. In this way, the volume flow (and
therefore,the hydrocarbon and particulate emission levels) were
overpredicted, rather than underpredicted.

3. VOC Measurements

Four test series were used to measure the VOC concentrations in both t e
spray booth and the exhaust ducts: ,

o The EPA Modified Method (MH5) particulate and ornanic train was usei
to measure semivolatile organic compounds in the exhaust ducts.

o The BAAQtID Method ST-7 and as the EPA Method 125A were used in the
exhaust ducts to determine total organic carbon emissions.

* The NIOSH 1300 method was used in the spray booth and the exhdust
ducts to both quantize and speciate VOC emissions.

These procedures are discussed more fully in Appendix C.

The results of the semivolatile organic module analyses of the MM5
sampling tests are presented in Table 8. The compounds of highest
concentrations (such as xylene) were found in the paint samples (see
Table 2). During the Test 1 sampling interval in Stack 2 (corresponding to
Quadrant 1), 19 minutes of painting took place in Quadrants I and 3 while
only 4 minutes of painting took place in Quadrants 2 and 4. It was,therefore."
anticipated that high concentrations of organics would be detected. It was
expected that high VOC concentrations would also be detected during Test 2
because 24 minutes of painting took place in Quadrants I and 3. High
concentrations were found but the compounds detected were significantly
different from the compounds found in Test 1, probably because a different
paint was used (see Table 2).

V
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TABLE 6. VOLUMETRIC FLOWRATE ANEMOMETER DATA -- McCLELLAN AIR FORCE BASE

Volume flow (cfm)

Site June I June 2 June 3 June 4

Sump 1 14,555 11,366 17,286 13,249
Sump 2 10,922 11,866 12,401 11,315
Sump 3 10,922 9,551 15,026 12,275
S rp 4 14,209 11,450 15,638 15,676

Tutal 50,608 44,233 60,351 52,515

Temperature (OW) 82.1 82.0 82.0 84.0

Barometric Pressure (in. jig) 29.75 29.5 29.9 29.7

Total (cfm @ STP) 49,020 42,493 58,763 50,604

Total (Lpm @ STP) 1,387,266 1,202,552 1,662,992 1,432,093 --

TABLE 7. VOLUMETRIC FLOWRATE EPA METHOD 2 --

McCLELLAN AIR FORCE BASE

Volume flow
(cfm @ STP)

Site June 1 June 4

Stack 1 8,523 7,767
Stack 2 6,405 6,903
Stack 3 7,018 7,157
Stack 4 7,477 7,993
Stack 5 3,499 3,863
Stack 6 3,729 4,581
Stack 7 9,247 9,154
Stack 8 6,400 5,852

Total 52,298 53,270

Total (Lpm @ STP) 1,480,033 1,507,541

Percent difference: 1.8

10
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TABLE 8. MM5 ORGANICS SAMPLING RESULTS -- McCLELLAN
AIR FORCE BASE

Test I Test 2

Date 6-3-87 6-3-87
Time 1018-1118 1430-1530
Site Stack 2 Stack 2
Quadrant
Volume sampled (cf @ STP) 31.16 35.01
Volume sampled (L @ STP) 883 992

Semivolatile compounds
detected (pg/sample)

Na phthal ene 4 5
Acenaphthyl ene 3 0
Diethylphthalate 12 4
Di-n-butyl phthal ate 7 7
Butyl benzyl phthal ate 2 2
bis(2-ethylhexyl)phthalate 150 70
Di -n-octyl phthal ate 4 7
Benzoic acid 56 120
Ethyl benzene 95 0
Xylene (I isomer) 180 0
2,4,6-trimethyl octane 42 0
2,3,4-trimethyl heptane 51 0
3-Methyl nonane 35 0
Butylcyclohexane 35 0
Dimethylnonane (3 isomers) 130 20
5-Methyl undecane 41 0
Decamethylcyctopenta-siloxane 55 0
Propyl benzene 0 59
Ethyl-methylbenzene (2 isomers) 0 400
Trimethylbenzene (3 isomers) 0 670
Ethenyl benzene 0 24
1-rethyl-2-propylbenzene 0 32
2,5,8,11,14,17-Hexaoxaoctadecane 0 33

I
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Both EPA Method 25A and BAAQMD Method ST-7 are gas analysis procedures
which determine the total oxidizable carbon (TOC) concentration in a sample
stream. TOC is comprised of the organic carbon and carbon monoxide present
in the sample. For the tests discussed in this report, the contribution of
carbon monoxide to the TOC concentration was considered negligible (CO
concentration in air is generally a few parts per million), thus, the measured
TOC was considered to be solely from an organic source.

The BAAQMD ST-7 procedure requires a gas sample to be passed through a
combustion tube, where all organic carbon atoms are oxidized to CO2 (2). From
the combustion tube, the sample is passed through a nondispersive infrared
analyzer (NDIR) which continuously monitors the C02 concentration in the gas
stream. Periodically, the combustion tube is bypassed, and the sample gas is
passed directly through the NDIR. This is done to measure the sample
background concentration of CO2 . The difference between the CO2  •
concentrations in these streams is the TOC concentration in the sample. The
ST-7 results are accurate because the NDIR analyzer is calibrated with C02,
which is also the gas being measured.

The EPA Method 25A uses a flame ionization detector (FID) to analyze the
TOO concentration in the sample gas (3). The FID is sensitive to the total •
hydrocarbon concentration in the sample stream, and does not distinguish
Detween organic species. Thus, to correctly assess the VOC concentration in
the sailple, the components and the relative concentrations of the components
in the sample stream must be known. d"

Furt~ermore, the FID is caliorated with propane, which may have a 0
detector response factor which differs from the response factors of the
organics being analyzed in the sample stream. In addition, the presence of
oxygenated organic compounds in the FID will cause the organic carbon
concentration to be underpredicted. These operational constraints cause
Method H25A to be less quantitative (although more sensitive) than
Method ST-7. Method M25A data is therefore used primarily as a check of the 9
ST-7 data. A comparison of Tables 9 and 10 shows that, although the recorded
concentrations are different, the trends are the same. .

The results of the EPA Method 25A and BAAQMD Method ST-7 sampling trains
are presented in Tables 9 and 10. Large, square communication shelters were
painted during all of these sampling intervals. Most of the paint adhered to •
the large flat surfaces of the shelter, and was not dispersed into the air.
The results of mass balance calculations,based on the ST-7 data and the paint
usage recordsare also presented in Table 10. The VOC concentration detected
in the stack is within 60 percent of the predicted concentration determined
from paint-usage data. For a description of how these calculations were
done, see Appendix A. I

The VOC concentrations detected in Stack 1 on June 4 between 945 and 4 %

1045 were almost zero because the paint operation took place at the opposite
end of the bootn in Quadrants 2 and 4. When painting commenced in
q)uadrants I and 3, the V0' level increased to 540 ppm carbon. During the

12
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TABLE 9. M25A RESULTS -- McCLELLAN AIR FORCE BASE

background
Sample Paint organic Approximate Integrated

Time time time Peak carbon averaqe total
Day Site interval (min) (min) Quadrant (ppma) (ppn) (ppmb) (ppnb min)

June 3 Stack 1 1000-1015 15 0 0 158 12 93 1,410 c

Quad 1 1015-1030 15 5 2,4 66 12 36 408
1030-1045 15 13 1,3 116 12 36 462
1045-1100 15 11 1,3 93 12 48 642
1100-1115 15 0 0 42 12 24 354 d

1240-1255 15 4 2,4 95 12 g1 852
1255-1310 15 12 2,4 83 12 54 795
1310-1325 15 14 1,3 98 12 63 954

7 2,4
1325-1340 15 4 2,4 60 12 42 61'
1425-1440 15 9 1,3 66 12 37 684
1440-1455 15 9 1,3 150 12 78 1,110c)
1455-1510 15 6 1,3 201 1? 87 1,266

1536-1540 Fans Off: 4 Minutes 60 12 42 151,
1540-1542 Fans On: 2 Minutes 264 12 168 402
1542-1542:30 Fans Off; 30 Seconds 144 12 -2 C
1542:30-1544 Fans On: 1.5 Minutes '70 12 198 366
1544-1544:30 Fans Off: 30 Seconds 141 12 I19
1544:30-1547 Fans On: 2.5 Minutes 327 12 222 513
1547-1556 Fans Off: 9 IMinutes B4 12 54 3/P

June 4 Stack 1 0915-0930 15 2 2,4 15 6 6 1?9
Quad 1 0930-0945 15 7 2,4 17 6 a I??

0945-1000 15 7 2,4 17 6 7
1000-1015 15 6 2,4 17 6 9 12-
1015-1030 15 7 2,4 17 6 IC 15Q
1030-1045 15 6 2,4 60 6 18 261

1 1,3
1045-1100 15 7 2,4 33 618 i98 r

4 1,3 %
1100-1110 10 7 2,4 15 6 6 57

June 4 Stack 4 1245-1300 15 5 2,4 6 6 0 C
Quad 2 1300-1315 15 5 2.4 6 6 n 0

1315-1330 It 6 1,3 6 6 0 0
7 2,4

1330-1345 15 4 1,3 6 6 0 0
2 2.4

1345-1352 7 0 0 6 6 0 0

June 5 Stack 3 0845-0o00 15 0 0 8 6 .
Quad 2 0900-0915 15 0 0 6 6 7 C

0915-0930 15 0 0 27 6 7 15
0930-0945 15 0 0 20 6 3 30
0945-1000 15 6 2,4 39 6 12 156
1000-1015 15 5 2,4 36 6 9 138

appi refers to carbon.
bplm refers to carbon concentrations minus the background levels.
CNo painting occurred at this tine. Sharp peaks are due to spray gun cleaninQ.
dAt 11:20, the carbon concentration (10 ppm) was close to the background 6 p ..
eNote the difference: Fans on for 2.5 minutes produced a count of 543 ppm min tes; fans

off for 9 minutes produced a count of 435 ppm minutes.

13
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saiiple interval 1100 to 1110, the VOC concentration increased to 550 pr'"
carbon from 540 ppm, although no paint was being applied. This was
undoubtedly due to the VOCs which came off the piece as it dried. Due to the
large flat surface of the shelters, it was expected that VOC emissions from
the booth would continue for some time after the painting process was
stopped.

The VOCs detected in the 915 to 945 tine interval on June 5 (when no
painting activity was recorded) may be due to paint and equipment preparation
(such as mixing the paint and cleaning the spray guns with solvents).

The sampling interval from 1536 to 1540 on June 3 illustrates the
effect that fan operation has on VOC buildup in the spray booth. If the fans
are turned off after a painting session, the VOC concentration in the booth
increases very rapidly due to the drying paint. When the fans are turned on
again, a high VOC concentration is detected in the stack. This is further
illustrated in Figure 2 which is a plot of VOC concentration versus time ir
the booth while the fans were alternately turned on and off. These
measurenents indicate that dangerously high VOC concentrations can accumulate
in a spray booth if the ventilation fans are turned off while pieces are
drying in the booth. %

The sample intervals and volumes used in the NIOSH 1300 tests are

presented in Table 11, along with the results of speciation analyses performed
on each charcoal tube. Unfortunately, the sampling times were too short for
the NIOSH tubes used. The concentrations of many of the compounds expected
to be found on the filters were below the detection limits of the GC-FID used
in the analysis. However, sufficient data were acquired to draw several
conclusions. The hydrocarbon concentration in the paint booth is hiehcst in
the vicinity of where the paint process occurs. This is exemplified the
data from tube 905399. The highest hydrocarbon concentration detected was t.

found on this charcoal tube, which was located in the spray booth within 5
feet of where the paint was applied. The water curtain does not reduce the
VOC emissions from tho booth. VOCs were found on tube 905418 located in
Stack 1, even though painting took place in Quads 2 and 4. No VOCs were
detected in the other stack samples because little or no paint was applied
during the sample intervals.

4. Particulate Concentration Measurements

Two test series were used to obtain particulate emissions data:

* The EPA 11115 particulate and organics train was used to measure
particulate levels in the exhaust ducts.

* The NIOSH Nuisance Dust method (NIOSH 500) was used to measure
particulate levels in the exhaust ducts and in the spray bootn.

These procedures are discussed more fully in Appendix C.
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TABLE 11. NIOSH 1300 RESULTS -- McCLELLAN AIR FORCE BASE ,.

Sample Vol ume
tube sampled VOC's detecteda

number Date Time Site Quadrant (L @ STP) (mo)

905389 June 3 1649-1755 Background 3.33 ND -

905390 June 3 1715-1758 Stack 3 2 2.25 tJD

905396 June 4 0937-1023 Stack 1 1 2.91 ND

905359 June 4 1104-1209 Stack 4 2 4.08 ND

905401 June 4 1235-1351 Grate 15 2 0.61 NDr

905398 June 4 1240-1400 Stack 4 2 5.36 ND

905399 June 4 1250-1444 Grate 14 3 7.41 O.04 Toluene
0.036 Butyl

acetate
0.038 2-Butoxy 0

ethanol

905415 June 5 0957-1056 Grate 15 2 2.16 0.013 2-Butoxy
ethanol

June 5 0954-1051 Stack 1 1 3.52 0.025 2-Butoxy S
ethanol

aDetection limit is 0.004 mg/tube.
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The particulate data from the MM5 sampling train are presented in
Table 12. The peak particulate emission rate was found to be about
0.5 mg/ft 3, which corresponds well with the NIOSH 500 data.

The volume sampled and the mass of particulate collected in the
NIOSH 500 tests are listed in Table 13. As can be seen from the table,
filter data taken from the exhaust ducts indicate that very little
particulate escapes the water curtain. Although paint was applied in the
quadrants corresponding to the ducts under consideration, very little
particulate was collected. This is exemplified by the filter data taken from
Sites 1 through 8.

The particulate concentration inside the spray booth depended on
where the paint was applied. For example, Filters 15 and 30 were placed at
the sump grates on the opposite side of the booth from where a shelter was
being painted. Little or no particulate was detected on these filters, which
would indicate little zrossflow in the booth. The particulate concentration
in the quadrant where paint was being applied was significantly higher than
anywhere else. For example, the mass of particulate collected on Filter 29
was significantly greater than the other filters because it was placed at a
grate next to where a shelter was being painted.

5. Water Sampling

The water samples drawn from the sumps were analyzed for TOC,
residue and organic species. The results of the TOC analysis presented in
Table 14 indicate that, although a large quantity of organic compounds were
trapped in the sump, a large quantity were also released. Due to the high
rate of water evaporation, the sumps were refilled almost daily with 10 to
15 inches of makeup water (at least 1,000 liters/day per sump). The organics
trapped in the water would likewise evaporate. The rate at which organic
compounds evaporate depends on the water temperature and the solubility of
the compounds in water.

It was not possible to do an accurate mass balance and include the
TOC concentration in the water because paint operations continued 24 hours a
day. Unless paint usage is continuously monitored, the amount of paint used
versus the amount of organics trapped by the water cannot be quantified. A
review of the TOC data indicates that after June 3, a relatively steady state
TOC concentration was reached. This implies that the quantity of organic
compounds trapped by the water curtain is approximately equal to the amount
released. It may not be necessary, therefore, to take the amount of organics
removed from the air by the water curtain into consideration when computing a
mass balance for the system, because an approximately equal amount is
replaced.

The results of volatile and semivolatiles analyses of the water in
the sumps are presented in Tables 15 and 16. It is evident that, although
the concentrations varied somewhat from sump to sump. and from day to day, the
essential compounds remained the same.

18
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TABLE 13. NIOSH 500 RESULTS -- McCLELLAN AIR FORCE BASE

Volume Particulate Mass (mg)
Filter sampled on filter particulate
number Date Time Site Quadrant (L @ STP) (,,)a per r3  "m.

3 June 1 1348-1504 14 3 116.15 0.06 0.5
12 June 1 1351-1504 13 1 114.99 0.0 0.0
10 June 2 0834-1104 16 4 115.94 0.0 0.0
5 June 2 0838-1100 15 2 110.27 0.0 0.0 1-Z

16 June 2 0956-1114 1 1 60.44 0.05 0.8
2 June 2, 3 1252-1316 4 2 148.05 0.0 0.0 .

1355-1405
1020-1106 S

7 June 3 0927-1117 5 3 106.07 0.05 0.5
13 June 3 1021-1110 8 4 111.85 0.0 0.0
21 June 3 1236-1344 4 2 109.63 0.0 0.0
20 June 3 1427-1535 5 3 118.04 -0.07b
6 June 3 1422-1530 4 2 110.73 0.0 0.0 '

30 June 4 0807-0940 14 3 149.28 0.06 0.4
29 June 4 0855-1124 15 2 232.04 0.4 1.7 0
15 June 4 0959-1118 14 3 126.83 0.0 0.0

aFilter weights are to ±0.04 mg.
bA small piece was torn from the filter when it was removed from the filter

holder,thus making this test invalid.
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TABLE 14. TOC RESULTS -- McCLELLAri AIR FORCE PASE

June 3

Sample number and site

905375 905379 905380 905381 905378 -;

Sump 9 Sump 10 Sump 11 Sump 12 Blank

TOC (mg/L) 77 140 27 240 <1
Depth (in.) 19.5 15.9 20.8 16
Volume (L) 6,323 5,158 6,748 5,191
TOC per Sunp (mra) 486,871 722,120 182,196 1,245,840

June 4

Sample number and site

905391 905392 905393 905394 905395
Sump 9 Sump 10 Sump 11 Sunp 12 Blanvk

TOC (mg/L) 200 110 97 230 <1
Depth (in.) 20.25 18.5 17.13 16.75
Volume (L) 6,570 6,002 5,557 5,434
TOC per Surip (mg) 1,314,000 660,?20 539,029 1,249,820

June 5

Sample number and site

905405 905409 905411 905408
Sump 9 Sump 10 Sump 11 Sump 12

TOC (mg/L) 190 57 37 170
Depth (in.) 23.81 25.25 28.25 17.63
Volume (L) 7,725 8,192 9,165 5,720
TOC per Sump (ng) 1,467,750 466,944 339,105 972,400

21



TABLE 15. VOLATILE COlPOUND ANALYSIS EPA 624 -- McCLELLAN AIR FORCE
BASE

June 2

Sample number and site 
l

Compound 9054 70
a  905469 90 5 4 72a 905474 905368a %

(wg/L) Sump 9 Sump 10 Sump 11 Sump 12 flake-up

Toluene 360
Ethyl benzene
Ace to ne
2-Butanone 10,336 784 5,400
4-fiethyl -2-pentanone 36
Total Xylenes 2 137
2-Butoxy ethanol 8 340 p
Polyethelene glycol- 230 10,000 2,500

mono ethanol amine

June 5

Sample number and site

I

Compound 905402 905404 905412 905413
(wg/L) Sump 9 Sump 10 Sump 11 Sump 12

Methylene chloride 16 25 14 14
Toluene 18 53
Ethyl benzene 2 3
Acetone 200 720 210 310
2-Butanone 2,400 11,000 540 8,800
4-Methyl -2-pentanon e 7 38 13 100
Total Xylenes 11 1 40

aSamples were diluted prior to analysis. The resulting

concentrations of several compounds were therefore too low ?1
to detect. '
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TABLE 16. SEHIVOLATILE COMPOUND ANALYSIS EPA 625 -- fcCLELLAN AIR
FORCE BASE .,

June 2

Sample number and location

Compound 905370 905369 905372 905374 905368
(ug/L) Sump 9 Sump 10 Sump 11 Sump 12 Makeup

Phenol 5 7 8

Di-n-butyl phthalate 11 8

June 5 -

Sample number and locatfon

Compound 905397 905403 905410 905407
(pg/L) Sump 9 Sump 10 Sump 11 Sump 1?

Di-n-butyl phthal ate 14

.Xs
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TABLE 17. WATER RESIDUE RESULTS -- McCLELLAN AIR FORCE BASE I
June 2

Sample number and location -

DI Water 905370 905369 905372 905374 905368
Blank Sump 9 Sump 10 Sump 11 Sump 12 Makeup

.Z

Initial volume (nL) 100 100 100 100 100 100 "''

4*?M

Final weigit (g) 44.3410 48.9444 49.4512 48.7672 41.7661 49.7500 -

Evaporative dish tare (9) 44.3402 48.8819 49.3850 48.7058 41.6750 49.7269 I

Residue weight (mg) 0.8 62.5 65.95 61.4 91.1 23.1

Total esidie (g/L) 0.008 0.625 0.6595 0.614 0.911 0.231 .

June 5

Sample Number and location

DI Water 905397 905403 905410 905407 9

Blank Sump 9 Sump 10 Sump 11 Sump 12 .aeu

Initial volume (-,L) 100 100 100 100 100 0

Final weight (g) 44.3410 47.1731 46.4512 48.7374 49.2335 4

Evaporative dish tare (g) 44.3402 47.1161 46.7345 41.8 41.6750 49.7269

Residue weight (rg) 0.8 57.0 37.0 50.5 82 23.1

Total residue (g/L) 0.8 0.570 0.670 0.505 0.82 "31,
244 %. %"

9-. a

S'

DI Waer 95397 90543 90410"0540Blnk Sup Sri 0 um 1 Smp1
.5.

Inital vlume(n~ 10000 10 10 10

,*° s9*
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Total residue analyses were also performed on the water samples, the
results of which are given in Table 17. At first glar:e, it appears that the
residue concentration (comprised mainly of paint particles) decreases as a
function of time. The June 2 samples were taken during the lunch break,
after a considerable amount of painting was done. The samples taken on
June 5 were drawn early in the morning, before the water curtain pumps were
turned on. There was no painting in the 8 hours before sampling, so a
considerable amount of particulate may have settled to the bottom of the
sump. Although the sump water was stirred before a sample was drawn, it is
possible that an even distribution of particulate was not achieved. Because
of the low particulate concentrations found in the stacks, and the high
particulate concentrations detected in the sump water, it is apparent that S

the water curtain does remove particulate from the air stream.

In summary, at the McClellan Air Force Base paint facility in
Building 655, the peak VOC concentrations were 550 ppm (see Table 10).
Particulate concentrations inside the booth were 1.7 mg/m 3 (see Table 13),
and particulate concentrations outside the booth were 0.78 mg/m 3 see O
Table 13). The highest estimated VOC emission rate was 0.95 mg/m- as carbon
(see Table 10).

B. TRAVIS AIR FORCE BASE -- BUILDING 550

A schematic of the Building 550 paint spray booth at Travis Air Force 0

Base is shown in Figure 3. Initially, a small room used for fiberglass
applications next to the paint spray booth was included in the study. When
it was found that the room was separate from the spray booth (with its own
ventilation system), it was decided not to include the fiberglass room. The
painting compartment in this facility is approximately 7 feet long and
50 feet wide, and is subdivided into two sections by a 3-foot wide partition.
Outside air is drawn through a series of particulate filters, and ducted into
the front of the room through ceiling vents. The air flows down and across
the room, then passes through particulate filters which cover the back wall
of the each of the booths (these filters clogged fairly rapidly, and were
generally changed every I or 2 days). The air is then ducted out of the room
and exhausted through a series of four roof stacks. Radial fans within each B

stack draw the air through the filters on the back wall of the booth. No VOC -'

control devices are in place at this facility. The sampling locations are
listed in Table 18 and included in Figure 2.

1. Paint Processes and Usage

Samples of paints to be used for the duration of the test were taken
and analyzed for residue, volatile and semivolatile contents. The results
were used to aid in organic speciation analyses of VOC compounds found in the
air sample. Table 19 lists the primary components of the paints. In
addition, Table 20 presents results of the paint residue analysis.

As with the McClellan facility, it was anticipated that the
particulate and organic concentrations would depend on where in the room the
paint was applied, as well as the orientation of the surface being painted.
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Figure 3. Schematic of Paint Spray Booth -- Travis Air Force Base,
Building 550.

TABLE 18. SAMPLING LOCATIONS -

TRAVIS AIR FORCE BASE ,
BUILDING 550

Location number Description

1 Exhaust stack
2 Exhaust stack
3 Exhaust stack
4 Exhaust stack
5 Exhaust stack .

6 Filter face
7 Filter face
8 Filter face %

9 Filter face

26
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7T.LE 0. ESI UEANALYSIS OF PAPrJ SAM1PLES -

- .2. ESDU

TRAVIS AIP FOPCE BASE

Initial Final
vi ght vwei ght Dercent

Saripl e Pa in t t ype (g) (g) Volatil e

,.I

.

905425 RESK 0.5381 0.0 0 ) 100
905431 Cllulose nitrate g.4066 0.063 84.5
905433 Poly thinner 0.3086 0.00 100

Iixtures%

905 416 Poly green 0.;73% 0.3586 53.6
90D417

50 2 3 Yel ow pri; :er 0.847 0 .P 4 47.5

Q. 5 2

IL 1

95427 Wash primer 0.4692 0.042:' 90.9
95 '9 29
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For this reason, the facility was considered to be divided into three
sections associated with the three filter faces located at the back of the
booths. Records were kept of where, in terms of these sections, the paint
was applied, as well as the time and rate at which the paint was consumed.
These records are summarized in Tables 21 and 22. The particulate and
organic sampling results, discussed in subsequent sections, are correlated
with these records.

J.
2. Flow Measurements

Daily anemometer readings were taken at each of the three filter faces.
The faces were divided into 10 by 10-inch sections, and flow measurements were
taken over each section. The results of the integrated flow calculations are
presented in Table 23. 4

The results of the EPA Method 2 volume flow measurements are given ir
Table 24. Unfortunately, radial fans located in the stacks immediately
upstream of where the measurements were taken, caused the flow to be hiqh v
nonlaminar. As with the McClellan data, vortical flow and recirculation were
often detected with the pitot tube. If a negative pressure differential was
encountered, a zero value was substituted to overpredict the volume flow.

The large discrepancy between the anemometer data and Method ? volume
flow measurements can be largely explained by the fact that considerable
in-leakage occurred behind the filter faces at the junction with the exhaus'
ducts. As the filters became -logged, the airflow was reduced, resultina in
outside air being drawn through the stacks.

3. VOC Measurements

The results of the organic module analysis of the MM5 tests are S

presented in Table 25. During the Test I sample interval, 46 minutes of
painting took place in Section 2, which corresponds to Stacks 1 and 2. The
long puinting interval reflects the high organic concentration detected in
Stack 2. During Test 2, 16 minutes of painting took place which explains the
significantly lower VOC concentrations. During Test 3, no painting took
place in Section 3 (which corresponds primarily to Stack 4), thus,the
organics concentration detected by the MM5 sample train was negligible.
During Test 4, there was only 5 minutes of painting in front of Stack 1,
which explains the low semivolatile concentrations detected.

The results of the EPA Method 25A and BAAQMD Method ST-7 sampling trains
are shown in Tables 26 and 27. A variety of field pieces and engine parts S
were painted during these sampling times; generally they were pieces with
large planar surface areas. Most of the paint adhered to surfaces, and was
not dispersed into the air. The results of mass balance calculations based
on the ST-7 and NIOSH 1300 speciation data and the paint usage log are
presented in Table 27. Agreement between the amount of paint used durinq t ,e
sampling interval and the amount of hydrocarbons detected by the ST-7
sampling train is within 35 percent.

29
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TABLE 21. PAINT BOOTH OPERATING LOG -- TRAVIS AIR FORCE BASE,
BUILDING 550

Paint time
Date Time Section (min) Comments

June 16 1005-1008 N]a  3 3 coats of anticorrosion compound
1117-1124 2 7 1 operator; under stack three
1130-1140 2 10 1 operator; under stack three
1142-1150 2 8 1 operator; under stack three
1152-1202 2 10 2 operators; under stack three
1203-1211 2 8 2 operators; under stack three
1212-1217 2 5 1 operator; under stack three
1225-1226 1 1 1 operator; under stack three S
1735-1835 2 60 1 operator; sanding

'une 17
0934-0936 1,2 2 1 operator; door
0941-0946 1 5 1 operator; chairs
0942-0948 2 3 1 operator; nose cone, small parts
0951-0953 2 2 1 operator; nose cone, small parts
0956-1028 1 32 1 operator; chairs
0956-0958 1,2 2 1 operator; door
I008-1011 2 3 1 operator; nose cone, small parts
1019-1021 2 3 1 operator; nose cone, small parts
1036-1039 2 3 1 operator; nose cone, small parts
1445-? 2 5 Sanding
1640-1650 2 10 Sanding chairs, ladders and other parts
1656-2705 2 15 Ladders and chairs
1713-1732 1 19 1 operator; ladder and chairs
1740-1747 1 7 1 operator; ladder and chairs
1732-1741 2 9 1 operator; small parts 
1756-1809 2 13 1 operator; small parts
1818-1820 2 2 1 operator; small parts

June 18 0930-0934 1 4 Paint mixing; quad 1
0934-0938 1 4 1 operator; small piece
0947-0949 1 2 1 operator; small piece
0936-0947 2 11 2 operators; C5 engine intake
1005-1026 2 21 2 operators; CS engine intake
10i2-1015 1 3 1 operator; small parts
1431-1433 1 2 Mixing primer
1433-1447 2 14 1 operator; fuselage and cabinet
1452-1510 2 18 1 operator; fuselage and wing

June 19 0812-? 1 NI Mixing primer
0835-0848 1 13 2 operators; cabinet
0851-0858 1 7 2 operators; cabinet
0945-? 1 NI Mixing polyurethane
0952-1020 2 28 2 operators; C141 engine

aN e information.
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TABLE 22. PAINT USAGE LOG -- TRAVIS AIR FORCE BASE, BUILDING F50

Amount
used

Date Time Section Paint type (Kg) Comments

June 16 1117-1124 2 Primer 0.02 1 operator, under stack three1130-1226 
.1,2 Yellow 23531 2.04 2 operators, under stack three

June 17 0941-0946 1 Primer 0.36 1 operator, troop chairs
0956-1028 1 Yellow 23531 1.47 1 operator, troop chairs
0934-0958 1,2 Green primer 0.82 1 operator, door between quads I & 2
1008-1039 2 White epoxy 0.91 1 operator, nose cone & small parts

1650-1705 1 Primer 0.91 2 operators, ladders and pilot chairs
1740-1741 1 Tan lacquer 1.02 2 operators, pilot chairs
1740-1747 1 Green lacquer 0.45 1 operator, ladders
1732-1741 2 Primer 0.79 1 operator, small parts
1756-1809 2 Gunship color epoxy 1.02 1 operator, small parts
1816-1820 2 Polyurethane green 0.23 1 operator, small parts

June 18 0934-0949 1 Yellow primer 0.68 1 operator, field piece
0936-0947 2 Yellow primer 1.36 2 operators, C5 engine guard "w %

1005-1026 2 Polyurethane green 2.38 2 operators, C5 engine guard
1012-1015 1 Polyurethane green 0.68 1 operator, small parts
1433-1447 2 Yellow primer 0.79 1 operator, fuselage

1452-1510 2 Polyurethane gray 2.15 1 operator, fuselage & wing p

June 19 0835-0848 1 Yellow primer 2 operators, cabinet
0851-0858 1 Yellow primer 3.97a 2 operators, cabinet
0945 1 Polyurethane green Mixing polyurethane green
0952-1020 2 Polyurethane green 3.63 2 operators, C-141 engine

aThis is the total amount used from 8:35 to 8:58. I-.

',t

->i,
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TABLE 23. VOLUMETRIC FLOWRATE ANEMOHETER DATA -- TRAVIS AIR FORCE BASE,
BUILDING 550

Site June 15 June 16 June 17 June 19

Filter 6 17911 20583 21392 17578
Filter 7 22381 20194 22456 25614
Filter 8 7092 8206 10636 21011

Total (cf,) 47,384 48,983 54,484 64,203

Temperature (° ) 70 70 66 70

Earorietric pressure 'in. Hg) 30 29.9 30 29.9

Total (cfm 0 STP) 47,339 48,937 54,R46 64,099

To-al (Lp" ( S.P 1,339,693 1,384,917 1.552,141 1,814,002

TABLE 24. VOLUMETRIC FLOWRATE EPA HETHOD 2 -- -.

TRAVIS AIR FORCE BASE, BUILDING 550

Volume flow,
(cfm 0 STP)

Site June 15 June 16

Stack 1 15,150 16,239
Stack 2 16,285 20,100
Stack 3 11,690 11,159
Stack 4 13,950 10,679

Total 57,075 58,177

Total (Lpn 0 STP) 1,615,222 1,646,409

Percent difference: 1.9
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TABLE 25. MMS ORGANICS SAMPLING RESULTS -- TRAVIS AIR FORCE BASE,
BUILDING 550

Test I Test 2 Test 3 Test 4 Blank

Date 6-16-87 6-17-87 6-17-87 6-18-87
Time 1115-1218 940-1040 1700-1800 940-1040
Site Stack 2 Stack 2 Stack 4 Stack 1
Volume sampled (CF @ STP) 43.561 25.473 39.922 42.859
Volume sampled (L @ STP) 1,234 721.5 1,131 1,214

Semivolatile compounds detected
(ug/sample)

Phenol 0 34 0 2 9
Naphthal ene 6 5 3 5 3
Diethyl phthal ate 65 49 39 23 12
N-Nitrosodiphenylamine 17 17 14 7 1i
Di-n-butyl phthalate 6 4 0 1 7
Butylbenzylphthalate 2 2 0 2 2
bis(2-ethylhexyl)phthalate 17 14 5 7 0
Benza Idehyde 5 8 0 0 0
Ethyl benzene 280 130 0 28 0
1,3-Dimethylbenzene 670 260 37 85 0
1,2-Dimethylbenzene 280 150 0 34 0
2,4,6-Trimethyloctane 6 11 0 0 0
5-Methyl-2-furancarboxaldehyde 0 28 0 0 0

2-Hydroxy-benzaldehyde 0 9 0 0 0
Ester monohexanedoic acid (2-ethylhexyl) 34 16 0 0 20
Ethanol-2 (2-methoxyethoxy) 0 0 0 7 5
Ethyl -benzaldehyde 7 0 4 7 0
Alpha-oxo-benzeacetic acid 0 0 8 13 10
2-Chloro-1(4-ethylphenyl)-2-methyl-I-propanone 0 0 0 5 P
mol (58) sulfur 0 0 0 0 33
2-Cycl ohexene-1-one 0 0 0 0 6
Decane 15 0 0 0 0
1-Ethyl-2-methyl-benzene 8 0 0 0 0
1,3,5-Trimethyl-benzene 6 0 0 0 0
Ethenyl benzene 0 0 120 0 .

J%

A
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For reasons discussed in Section II.A.3, it was decided to base the VOC
emission analysis on the ST-7 data. Although the M25A sample train is more
sensitive, it is also less quantitative in this application. Figure 4
indicates the difference between M25A and ST-7 data. The plots are taken
over the same time periods. As this diagram shows, the M25A sample train
responds more quickly to variations in VOC concentrations. It is also better
able to detect low VOC concentrations.

On Jne 18 between 0930 and 1030, a large field piece and a -C5 engine
housing were painted in Sections 1 and 2. The ST-7 sample train was placed
in Stack 2, which corresponds to both sections. As expected, the VOC
concentrations were relatively high (the peak ST-7 value was 625 ppm carbon'p.
Between 1030 to 1115, the VOC concentration remained high, despite the fact
that no painting was taking place. This is most likely due to the
hydrocarbons coming off the pieces as they dried. Note that the VOC
concentration decreased as a function of time. During the sample interval
1433 to 1530, smaller pieces including a cabinet and part of a fuselage were
painted. These pieces had a much smaller surface area, thus, a significant
amount of the paint did not adhere to the surface when it was applied, and it
diffused into the air. As expected, the VOC concentration was high (675 ppm
carbon) during the painti;,g interval. When painting stopped however, the VOC
concentration dropped significantly. Unlike the larger field pieces painted
earlier in the day, few VOCs were emitted while these pieces dried, because
of the smaller surface area.

To investigate the dependency of VOC concentration on location in
the spray booth, an ST-7 sample train was run at Stack 3 while paint was
applied to cabinets in Section 1 (which correspond to Stacks I and 2). No
VOC emissions were detected during this test, which indicates that
hydrocdrbon concentrations are low except near where paint and solvents are

useJ. 0

The sampling intervals and volumes used in the NIOSH 1300 tests are
presented in Table 28, along with the results of speciation analyses done on
each charcoal tube. The hydrocarbon species data were used in the mass
balance calculations described in the previous section.

Tubes 905457 and 905459 contained large concentrations of hydrocarbons
(up to 0.026 mg/L of solvent) because they were sampling in sections where
large amounts of paint were applied. Conversely, Tubes 905462 and 905463
were both sampling in sections which were at opposite ends of the room from
where paint was applied. As expected, little or no VOCs were detected.

Tubes 905460 and 905461 were placed in front of the filter faces near .-

where a piece of equipment was painted, but to keep the tubes out of the
workmen's way, they were placed approximately 7 feet high. Despite the
awkward placement, it was believed that large quantities of hydrocarbons
would still be detected. Some hydrocarbons were collected, but not in the
quantities anticipated. Tube 905460 collected only 0.0049 mg of solvent per
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TABLE 28. NIOSH 1300 RESULTS -- TRAVIS AIR FORCE BASE, BUILDING 550

Charcoal Volume
tube sampled VOC's detected

number Date Time Site Section (L @ STP) (mg)

905456 June 18 Outside Blank 1,2 NDa

905457 June 18 0931-1005 Stack 2 1,2 2.82 0.014 2-Propanol
0.013 Butyl acetate
0.012 Toluene

905458 J-e 13 1024-1059 Stack 1 1 2.85 0.005 Toluene
0.005 m-Xylene

90E45S9 Jjne 18 1425-1509 Stack 3 2,3 2.67 0.033 2-Propanol
0.01 Butyl acetate
0.009 Toluene
0.002 o-Xylene
0.002 m-Xyl ene
0.008 p-Xylene
0.007 4-Methyl -2-pentanone

905463 June 18 1437-1514 Filter 7 2 2.86 0.003 Butyl acetdA
0.003 Toluene
0.001 o-Xylene
0.001 m-Xylene
0.006 4-Methyl -2-Pentanone

90S461 Jujne 19 0833-0901 Filter 6 1 1.96 0.001 Butyl acetate

0.001 Toluene

9u5d62 June 19 0833-0900 Filter 8 3 3.3 NO

90s.63 June 19 0836-0908 Stack 4 3 2.27 ND

905464 June 19 Inside Blank ND

aND = Nondetectable. Detection limit is 0.5 x 10-3 mg/tube.
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liter, while Tube 905461 collected particularly low hydrocarbon concentra-

tions due to the low sample volume.

4. Particulate Concentration Measurements

The particulate data garnered from the MM5 sampling train is presented
in Table 29. As the table shows, very low particulate concentrations were
detected in the stack. X4.-

The volume sampled and mass of particulate collected in the NIOSH 500
tests are listed in Table 30. Although a large sample volume was drawn in
each of the tests, little particulate was actually collected. The largest
amount of particulate collected was on Filter 28 which was located in Stack 4
while a large piece was being sanded on the edge of Section 2 (near
Section 3). At the samE time, a filter was placed directly in front of
Section 2 (Filter 7), yet no particulate was collected on it. The only
plausible explanation is that the Filter 7, which was placed high up to keep
it out of the workmen's way, was above the airstream carrying the
particulate. The reason Filter 28 collected a considerable amount of
particulate may be that the filter probe knocked loose some particulate from
the inside of the stack. Considerable amounts of particulate were found
encrusted on the walls of the stack. Filter 45 collected a detectable amount
of particulate when it was placed between Sections I and 2 at a time of
considerable painting activity in both of these sections.

In summary, at the Travis Air Force Base paint facility in Building 550,
it was found that peak VOC concentrations were as high as 675 ppm (see
Table 27). Particulate levels inside the booth were found as high as
2.5 mg/m (see Table 30), and levels outside the booth were up to 4.4 mg/m?
(see Table 30). This unusually high particulate concentration found in the
stack may be due to particulate being collected from the cake which encrusted
the stack walls. The highest estimated VOC emission rate was 13.8 mg/m 3 (see
Table 27).

C. TRAVIS AIR FORCE BASE -- BUILDING 1014

A schematic of the Building 1014 paint spray booth at Travis Air Force
Base is shown in Figure 5. The facility is a single booth measuring 60-feet
long, 18-feet wide, and 18-feet high. Air is drawn through a series of
particulate filters in the front faces and along the perimeter of both main
doors. Air flows along the length of the room and passes through particulate
filters which cover the back face of the booth. The air is then ducted out
of the room through an exhaust vent passing directly to the exterior of the
building. The unit is maintained under negative pressure to prevent VOC ..
emissions from entering the surrounding hangar area, thus significant
in-leakage may occur. There are no VOC emission control devices in place at
this facility. The sampling locations are included in Figure 5.
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TABLE 30. NIOSH 500 RESULTS -- TRAVIS AIR FORCE BASE, BUILDING ,5? 0

Volume Particulate Hass (ng)
Filter sampled on filter particulate
number Date Time Site Section (L @ STP) (mg)a per m3

4 June 16 1201-1345 Filter 7 2 153.56 0.00 0.0
9 0933-1059 Stack 1 1 115.7 lb

11 1016-1114 Stack 4 3 123.6 I
14 1734-1830 Stack 1 1 92.4 0.00 0.0 .
28 1730-1824 Stack 4 3 83.6 0.37 4.4 -. ,
44 1738-1834 Filter 7 2 84.9 0.00 0.0

18 June 17 1653-1829 Filter 8 3 150.4 I
22 0943-1112 Filter 7 2 155.0 n.O0Q 0.0
26 0940-1058 Stack 4 3 119.8 I
27 0930-1056 Stack 3 2,3 130.2 0.00 .u.
36 1633-1802 Stack 3 2,3 138.8 0.00 0.0
39 1634-1813 Stack 2 1,2 152.31 0.00 0.r,

35 June 18 1428-1540 Filter 6 2 110.9 I
45 0924-1054 Filter 6,7 1,2 126.5 0.28 2.5
46 0936-1111 Stack 2 2 148.9 0.00 0.0

aFilter weights are ±0.05 ig.
blnvalid sample -- filter was torn or altered when it was renoved fron sample

holder.
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1. Paint Processes and Usage

The paints used during the sampling period at Building 1014 were the
same paints used at Building 550. It was, therefore, not necessary to take
additional paint samples; rather the results obtained from the previous
analyses were used.

The booth was not divided into sections because of its small size and
the nature of the ventilation system. Records were kept of the amount of
paint applied (the paint cans were weighed before and after use), as well as
the time and rate it was consumed. These records are summarized in Tables '1,
and 32. The particulate and organic sampling results discussed in subsequent
sections are correlated with these records.

2. Flcw V easurements ,

Daily anemometer readings were taken at the particulate filters alon%
the back face of the booth. Rows of 1 foot by I foot square filter element-
make up the four filter faces. Flow measurements were taken over each
element, then integrated to obtain the total airflow through the booth. The
results of the integrated flow calculations are presented in T3ble 33. The
filter elements along the back face of the booth changed in color throughout
the test, which indicated that they were clogging rapidly. Comparison
between the anemometer data taken June 24, when the filters had just been
replaced, and data taken June 30, at the close of the test illustrates the
marked decrease (approximately 65 percent) in airflow through the filters.

There were no flow measurements taken using the EPA Method 2 procedure.
Instead, results of the MM5 test procedure were used. The Method 2 procedure
is part of the MM5 test, thus,volume flow measurements can be obtained from-
the MM5 results. Normally, when running MMS sample tests, two traverses are
done at 90 degrees to each other. Due to the precariously high and unstable
location of the vertical sample port, it was decided that only horizontal
traverses would be performed. The results of the volume flow measurements
are given in Table 34. Note that the flow in the ducts decreased as a
function of time. This is most likely because the particulate filters
clogged.

Certain aspects of the ventilation system in Building 1014 cause the
volume flow data to be suspect. A large fan is located immediately upstreaT-
of the sample port in the exhaust duct, and the duct itself is extremely
curved. Both these attributes cause the flow in the duct to be nonlaminar.
A more serious complication with the Building 1014 stack is that the outlet
to the exhaust duct is flush with the building. Because of the outlet
orientation, the duct is subject to large gusts of air flowing into the duct
in the opposite direction to the exhaust flow. The MM5 train operators could
feel these gusts when they opened the sample port to move the probe. All of
these complications render the MM5 volume flow measurements unreliable.

I
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TABLE 31. PAINT BOOTH OPERATING LOG -- TRAVIS AIR FORCE BASE,
BUILDING 1014

Paint time
Date Time (min) Comments

June 24 1415-1444 29 NI

June 29 1142-1147 5 1 operator
1150-1156 6 1 operator
1204-1209 5 1 operator
1214-1219 5 1 operator
1226-1231 5 1 operator
1234-1236 2 1 operator
1241-1247 6 1 operator

Jne 30 1007-1023 16 1 operator, plane gate
1026-1044 18 1 operator, pl ane gate
1306-1346 40 2 operators, plane gate
1415-1446 31 2 operators, plane gate

TABLE 32. PAINT USAGE LOG -- TRAVIS AIR FORCE BASE, BUILDING 1014

Amount
used

Date Time Paint type (kg) Comments

June 24 1415-1444 Polyurethane Green NIa NI

jine 29 1142-1147 Aircraft primerb 7.62 1 operator
1150-1156 Aircraft primer 7.6 1 operator
1204-1209 Aircraft primer 8.72 1 operator
1214-1219 Aircraft primer 7.63 1 operator
1226-1231 Aircraft primer 7.44 1 operator
1234-1236 Aircraft primer 3.68 1 operator
1241-1247 Polyurethane green 8 1 operator

June 30 1007-1044 Aircraft primer 4 1 operator
1306-1346 Polyurethane green 10.9 2 operators
1415-1446 Polyurethane green 8.5 2 operators

aNo information.
bSample taken at McClellan.
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TABLE 33. VOLUMETRIC FLOWRATE ANEMOIIETER DATA -

I .".,

TRAVIS AIR FORCE BASE, BUILDING 1014

Site June 24 June 30

Filter 1 3,390 1,220
Filter 2 3,420 970
Filter 3 3,100 1,115
Filter 4 3,320 1,205

Total (cfm) 13,230 4,510

Temperature ('F) 70 70

Barometric pressure (in. Hg) 28.3 28.8

Total (cfm @ STP) 12,447 4,318

Total (Lpm @ STP) 352,250 122,199

TABLE 34. VOLUMETRIC FLOWRATE EPA MM5 RESULTS --

TRAVIS AIR FORCE BASE, BUILDING 1014 5

Volume flow

Date June 29 June 30 June 30 S

cfm @ STP: 16787 15835 14437

Lpm @ STP: 475072 448131 408557
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The large discrepancy which exists between the anemometer data and the
MM5 volume flow measurements can be partially explained by the fact that
considerable leakage occurred around the filter elements in the booth. Small
cracks (1/4 to 1/2 inches wide) were observed between the filter element edge
and the frame holding the element. As the filter became clogged, the airflow
through these cracks increased, which,in turn,caused the flow through the
filters to decrease.

3. QC Measurements

The results of the organic module analysis of the MM5 tests are
presented in Table 35. During the Test I interval, 29 minutes of painting
occurred in the booth, thus, large concentrations of organics were detected.
Tests 3 and 4 were also done during long painting intervals. Although some
organics were detected, the concentrations detected were considerably lower
than expected.

The results of the EPA Method 25A and BAAQMD Method ST-7 sampling trains 0
are shown in Tabtles 36 and 37. The results of mass balance calculations,
based on the ST-7 and NIOSH 1300 speciation data and the paint usage log, are
also presented in Table 37. Agreement between the amount of paint used
during the sampling interval and the amount of hydrocarbons detected by the
ST-7 sampling train is within 70 percent. 4,

During the sample time interval 1310 to 1355, large quantities of paint 4'

were consumed; correspondingly, high VOC concentrations were detected in the
stack. The peak concentration found was 1,150 ppm, after subtracting the
background CO2 . The piece that was painted at this time did not have a solid
surface; thus, overspray was significant. These high concentrations were due
to the fact that most of the paint consumed during this time interval did not
adhere to the piece being painted. Therefore, a greater volume of paint per
unit area is required for large pieces having small surface areas than for
large pieces having large surface areas. During the sample interval
immeiately following, no painting took place and the piece was left to dry.
A: tiis time, the VOC concentrations were comparatively quite low (the peak
VOC concentration found was 50 ppm after subtracting the CO2 background).
Because the total surface area of the piece was small, relatively few
hydrocarbons were emitted while the piece dried.

The sampling intervals and volumes used in the NIOSH 1300 tests are
presented in Table 38, along with the results of speciation analyses done on
each charcoal tube. The hydrocarbon species data were used in the mass
balance calculations described in the previous section.

Tube 905471 was placed in the spray booth while paint was being applied,
however the quantity of paint consumed was not recorded. Tubes 905470,
905473,dnd 905474 were also sampling in the booth while large quantities of
paint were being applied. It is not known why little or no VOCs were
collected by these filters.
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TABLE 35. MM5 ORGANICS SAMPLING RESULTS -- TRAVIS AIR FORCE BASE,
BUILDING 1014

Test 1 Test 2 Test 3 Blank

Date June 29 June 30 June 30
Time 1150-1250 1008-1108 1310-1410
Site Stack Stack Stack
Volume sampled (cf @ STP) 29.2 25.5 23.0
Volume sampled (L @ STP) 826 722 653

Semivolatile compounds
detected (tig/sample)

Phenol 109 29 6 0

1,3-Dichl orobenzene 4 0 0 0

1,2-Dichlorobenzene 5 0 0 0

Naphthalene 15 8 7 4
'.

Di ethyl phthal ate 4 0 8 1

n-Nitrosodiphenylamine 7 8 10 9 ,'-

Di-n-butylphthalate 4 0 0 0

Butyl benzyl phthal ate 6 3 1 1

bis(2-Ethylhexyl)phthalate 14 21 98 0
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TABLE 36. METHOD 25A RESULTS -- TRAVIS AIR FORCE BASE, BUILDING 1014
S

Background
Sample Paint organic Approximate Integrated "0

Time time time Peak carbon average total
Day Site interval (min) (min) (ppma) (ppm) (ppmT) (ppmb min)

June 30 Stack 1005-1020 15 13 16.5 3 12 120.6
1020-1035 15 12 27 3 12 195A%
1035-1050 15 9 28.5 3 18 225

1310-1325 1 15 399 3 207 3,069 .
c132 5-1340  13 15 399 3 237 3,384
d1340-1355  3 6 115.5 3 112.7 171

1415-1430 15 15 237 12 123 1,809
1430-1445 15 15 360 1? 228 4,494
1445-1500 15 1 360 12 153 2,847

appr refers to carbon.
bppm refers to carbon concentration minus the background levels.
CInstrumfnt off scale due to high concentrations; did not record for 2 minutes.
dcample time short due to zeroing of instrument during sample time interval.
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TABLE 38. NIOSH 1300 RESULTS -- TRAVIS AIR FORCE BASE, BUILDING 1014

Charcoal Volume
tube sampled VOC's detected
number Date Time Site (L @ STP) (mg)a

905471 June 29 1445-1511 Booth 2.76 0.052 Butyl acetate
0.16 o-Xylene
0.085 m-Xylene
0.015 p-Xylene
0.112 4-Methyl -2-pentanone

90474 June 30 1002-1050 Booth 2.67 0.001 o-Xylene

945470 June 30 1003-1031 Booth 2.P9 ND

9 0'473 June 30 1040-113n Booth 4.85 ND

905480 June 30 1309-1339 Stack 2.97 0.112 Butyl acetate
0.189 o-Xylene
0.044 m-Xylene
0.019 p-Xylene
0.123 4-Methyl -2-pentanone

905469 June 30 1342-1414 Stack 2.75 0.006 Butyl acetate
0.029 o-Xylene
0.002 m-Xylene
0.001 p-Xylene
0.004 4-Methyl-2-pentanone

aDtetctiun I i1't is U. x 10" ,, L .

bUnknown peak at 13.0 minutes.
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Tube 905469 was placed in the stack while large quantities of paint were •
consumed, which explains the large concentrations detected in the filter.
Only 2 minutes of painting were done during the time that Tube 905480 was in
the stack. It was expected that little or no VOCs would be detected, and
none were.

4. Particulate Concentration Measurements

The particulate data garnered from the MM5 sampling train are presented
in Table 39. The particulate concentrations detected in the stack were high.
It is interesting to note that the particulate levels increase as a function
of time. This would indicate that, as the filters become clogged, the flow
through the cracks around the filter elements increased, which,in turn,causej I
an increase in the stack particulate concentration.

The volume sampled and mass of particulate collected in the NIOSH 500
tests are listed in Table 40. It is clear that significant quantities of
particulate were present inside the paint booth while paint was being
applied. During the time interval in which Filters I and 42 were collecting I
particulate, 29 minutes of painting occurred. Filters 17 and 25 were
sampling during a 34-minute painting period. In each case, it was expected
that large quantities of particulate would be collected.

In summary, at the Travis Air Force Base paint facility in
Building 1014, VOC concentrations were found as high as 1,500 pm (see
Table 37). Particulate concentrations were found to be 16 mg/m - insid.e the
booth (see Table 27). The peak estimated VOC emission concentration was
58.3 mg/m 3 (see Table 37).
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TABLE 39. MM5 PARTICULATE SAMPLING RESULTS -- TRAVIS AIR FORCE BASE
BUILDING 1014

Particulate

Stack gas Stack gas Sample Volumietric Particulate Particulate emission
Sanple moisture temperature volure flowrate weight concentration rate

'3te Time site (percent) (IF) (cf @ STP) (scfn) (±0.0005 g) (mg/scf) (g/m)

JLfie 29 1150-1251i Exhaust 2.2 74 29.16 16,787 0.0037 4.48 2.13
vent

Oune 30 1008-1108 Exhaust 2.3 71 25.47 15,835 0.0041 5.69 2.55
vent

June 30 .310-1410 EXhaUSt 2 75 23.03 14,437 0.0054 6.29 3.39
vent

TABLE 40. NIOSH 500 RESULTS -- TRAVIS AIR FORCE BASE, BUILDING 1014

Volume Particulate Mass (mg)
Fil ter sampled on filter particulate
number Date Time Site (L @ STP) (mg) per m3

I June 24 1414-1542 Inside 128.96 0.06 0.47

42 1415-1544 Inside 116.9 0.48 4.1

17 June ?9 1142-1252 Inside 95.09 0.9 9.5
25 1142-1252 Inside 98.41 1.45 14.7
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SECTIOl III

CONTROL CONCEPTS

The three general approaches to controlling VOC emissions from painting I
facilities are:

* Process and equipment change
* Reformulation
* Add-on devices

Each of these methods are dicussed in detail in the following
paragraphs.

A. PROCESS AND EQUIPMENT CHANGE

This method entails altering the paint application process. At the ..
McClellan spray booth, paint was applied with an air-assisted airless spray
technique, in which the paint was forced through a small orifice at high
pressure and atomized as it leaves the spray gun. At Travis, the paint was
applied with air-atomized, conventional spray equipment. For this process,
compressed air is used as the atomizing agent for the paint spray.

Alternate paint application techniques are available on the market; the
most promising being the electrostatic spray method. in this process, paint
particles are charged to a high potential as they pass through an electrode.

The surface td be to~ted is grounded so that it is at a low potentidl
compared to the paint particles. Attraction between the electrically charged ",
paint particles and the surface causes the paint to be drawn to the surface,
thus reducing overspray. One drawback to the electrostatic spray coating
method is that paints with a high conductivity cannot be applied because the
paint particles do not become highly charged. Furthermore, if an
electrostatic spray system is installed, certain precautions must be taken to
preclude an explosion hazard (6). With adequate safety rules, proper
equipment, and safeguards, this should not be a problem (4). P

The principal factor used to compare paint application technologies is
the transfer efficiency of the device. The transfer efficiency is determined
by the environment, the paint, the piece being painted, worker ability, and
equipment condition. Results of comparison studies done on the range of
transfer efficiencies of air atomized, airless, and electrostatic spray
techniques are presented in Table 41. Identical tests were performed on
three target types: flat plate, vertical cylinaer, and a miscellaneous flat
target. From the results, it is clear that the transfer efficiency is
strongly dependent on target type (6).

These results indicate that,given identical operating conditions, tne
electrostatic spray technique is consistently the most efficient of the three
paint application methods. The airless spray technique is slightly more
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TABLi- 41. COrIPAdIS0N OF TRANSFER EFFICIENCIES FOR THREF
PAINT APPLICATION TECHNIQUES USING THREE
DIFFERENT TARGETS

Application techni qu (

Ai r
Target type atomized Airless Electrostatic

F' atpl ate Target

Mean 6P.3 72.3 90.3
Pange ca 57.1 to 859 63.1 to 80.5 83.8 to 96.1

VerticalCyl inder
Targye t

IMtan 12.6 12.1 61.9 •
d rnle 9.5 to 16.5 10.4 to 14.8 42.2 to 80.8

11iscellaneous Flat
T a rget -

Mean 31.4 30.9 71.1 S
Range 25 to 41.7 25.9 to 35 58 to 83.6

0 ,
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efficient than the air spray method for a flat plate target otherwi:& tht Y
are virtually identical.

A product literature survey was done to compare the transfer efficiency
ranges of other paint application techniques available. These spray devices,
along with the approximate transfer efficiency ranges associated with them,
are listed in Table 42.

Another possible equipment change is to modify the spray booth in such a
way as to make VOC reduction devices more easily adopted. The most promising
modification is the recirculation of a large portion of the exhaust air back
into the spray booth. This modification, called recirculation, allows a
reduction in the volume flow which requires processing. Recirculation is
discussed in detail in Section 4.

B. REFORMULATION

The reformulation option entails changing the paints and solvents that
are used. In general, low-solvent coatings with a high solids content or
waterborne coatings are substituted for high-solvent coatings. This option -
is possible, but not very likely because of the great variety of paints anr,
coatings used by the Air Force. Changing the paint composition would also
require changing the i.ilitary specifications for coatings used in the
facilities included in this report.

C. ADD-ON DEVICES -

Because of their effectiveness, these are perhaps the most j roris ng:
options for the paint spray booth facilities at Travis and McClellan Air
Force Bases. There are two types of add-on devices available: collecti-n
devices and destruction devices.

1. Collection Devices

This type of control device is generally used if the market value of the
collected solvents is high. There are two types of collection devices:

* Carbon adsorption is a process in which the solvent-laden air is
passed through a carbon filter cartridge where the solvents are
collected by adsorption on the charcoal. The solvents are retrieved
by heating the cartridge to vaporize the solvents, which are then
collected in a condenser.

* Condensation is a process whereby the solvent-laden air is coolen,,
and the solvents are condensed out of the flow. A recent
advancement in this technology is the development of a turbine
expansion process which cools a solvent/air mixture. Research by
the Department of Energy (DOE) is underway to evaluate this
technology.
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TALRLE 42. PAINT SPRAY TECHNOLOGIES AND ASSOCIATED
TRANSFER EFFICIENCIES FOR A MISCELLANEOUS S
FLAT TARGET

Transfer efficiency
Spray device Range (%)

Air assisted airless 25 to 45

E)ectrostatic air 45 to 75

Electrostatic air-assisted airless 55 to 85

ne re st viable of these metnods is the carbon adsorption process
oec,,se i rc i res rJ ni ia e ul pmernt change, as well as comparativ ely little
ener2,

. I)estruction Devices

The two rmost common methods r,' solvent destruction both involve
incineration. They are:

o Tner;al incineration, in which the solvent-laden air must be heated
to approximately 1,400'F to ensure 90 to 98 percent destruction. 6

* Catalytic incineration, in which the solvent laden air must be
heated to l,OO0F for the same level of destruction '16).

if the market value of the rerovered solvents is low (as is the case for .
the -Ir Force paint spray booths), it mdy be riore economical to incinerate
the f>haust solvents contained in the air than to collect them (6).

6.
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SECTION IV

RECIRCULATION0 MODIFICATIONS

A. BACKGROUNlD AID PURPOSE

Based on the control concepts discussed in Section 3, it is obvious that
a combination of control options may be required. Thus, the use of
recirculation in conjunction with add-on control systems may be the most
viable and economical approach to controlling VOC eissions from paint spray
booths. The emission characterization tests conducted in this program wEre
intended to provide baseline data for the design of recirculation
modifications to applicable spraybooths. The modifications, coupled with an
add-on control system, represent a potentially viable and economical VOC
emission control concept.

The removal efficiency of a VOC control device in ten : of energy usec,
as well as percent of solvents collected or destroyed, is a function cf
se',eral variables, such as:

* Solvent concentrations
o Flowrates
* Temperatures
o Solvent composition
o Mechanical efficiency of the specific VOC control technology (i.e.,

condensation versus incineration)

Although these variables are not mutually independent, they -lust be
optimized to create an efficient and safe control system.

A cost-effective way to remove solvents fromi air flowing through a pai_
spray booth is to decrease the amount of air which recuires processing and,
simultaneously, increase the solvent concentration in the air. This is best
accomplished by recirculating the exhaust air back into the spray booth. Tr
maintain the VOC concentration well below safety limits, a portion of the
recirculating air is bled off and routed to an add-on VOC removal device
(i.e., carbon adsorption bed, incinerator, etc.). The air which is bled off
is replaced with external makeup air. This process, called recirculation,

N" greatly reduces the quantity of air which requires processing, wtich in turn
N., reduces the size and number of add-on VOC control devices and greatly

improves removal economics. There is a possibility that the recirculatior
system design,- presented in this section may already be patented 17). In this
case, permission from the patent holder may be required before the
recirculation systems can be installed.

This section describes general issues which mus' be considered in
designing a recirculation system. In addition, site-specific issues a'e
addressed which pertain to each of the paint spray facilities ircluded i,
this study.
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B. JES IN CONS IDERATIO NS

The salient points to ue considered in developing d recirculation systema re:

Federal , stat- and local safety standards must be met.
* Product quali.y must not be affected.

1. Safety Standards

The safety standards which must be considered are put forth by the
National Fire Protection Association (NFPA) and the Occupational Safety and
Health Administration (OSHA). To eliminate the possibility of fire and
explosions in painting operations, NFPA regulations suggest and OSHA requires
that sufficient ventilation air be present to dilute the airborne solvents to
a concentration below 25 percent of the Lower Explosive Limit (LEL) (6). The
LEL is the solvent concentration below which a mixture of air and solvents
will not sustain combustion. A list of common paint solvents with the
corresponding LEL values is given in Table 43.

To prevent dangerous exposure to high concentrations of hazardous
compojnds, OSHA requires that workers not be exposed to solvent
concentrations in excess of the threshold limit value (TLV). This value is
the maximum,, concentration at which no adverse health effects will be
experienced by workers. In general, TLV concentrations are much lower than
25 percent of the LEL (8). However, if full protection is provided for the
worker (i.e., sedled suits and an ajr-suppliea respirator), the TLV
requirerient is nut an issue, and the solvent concentration can be increased
to 25 percent of the LEL (9).

Because the spray booths included in this stidy are under the

jurisdiction of the Department of Defense, the safety standards with which
hey must comply are defined by Federal OSHA requirements. Paint booth

facilities operated by private interests must comply with state and local
sifety requirements which are generally more stringent than Federal OSHA
requi rements. For example, the California OSHA does not allow recirculation
in paint spray booths. Before designing paint spray booth modifications, the
applicable safety and health requirements should be investigated.

2. Product Quality

The increase of VOC concentrations in the spray booth may have an impact
on the product quality in a number of ways. If several paint colors are used
continuously, the piece which is painted last may have a color pattern
different from what the operator desires. This can be minimized by
e nfficiently filtering the air before it is recirculated back into the booth.
This had not been a problem at other large-scale recirculation projects (10).

The increase in solvent concentrations in the air as a result of
recirculation my cause an increase in the time required to dry a freshly
pii:ited p' ,ce. The solvent emission rate from a painted surface (i.e. the
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TABLE 43. COMMON PAINT SOLVENTS WITH CORRESPONDING
VALUES FOR 25 PERCENT LEL

25 percent of of the LEL

Solvent (percent by volume;1

Acetone 0.65

Ethanol 1.075

Isopropyl alcohol U.5
ME K J.45

Toluene 0.35

Xyl ene 0.25

2 Butoxy ethanol 0.35

Butyl acetate 1.35

4-Methyl-2-pentanone 0.34

drying rate) is driven by the solvent diffusion gradient. Lowering the
gradient (by increasing the solvent concentration in the drying air) mdy
decrease the drying rate. However, this should not be a problem because tile
VOC concentration in the booth will always be well below the saturation
level.

C. PROPOSED RECIRCULATION MODIFICATION; McCLELLAN AIR FORCE BASE --

BUILDING 655

The spray booth ventilation system at Building 655 is complex, and
installing a recirculation system will require rerouting of the duct work.
schematic diagram of a conceptual recirculation design is given in Figure 6.
For the sake of comparison, a schematic of the booth as it now stands is give
in Figure 6. The key consideration in designing a recirculation system is
balancing the pressure drops across the ducts and filters. Calculations
described in Section IV.E were used to determine the bleed-off rate requiren
to maintain the VOC concentrations in the booth well below the 25 percent
LEL. Allowing for a safety factor of 2, it was determined that the minimum
required flowrate is 1,500 cfm at STP.

In this recirculation system design, the exhaust ducts from the sumps
are rerouted so that Ducts 1, 2, 5, and 6 exhaust to a chariber at one end of
the booth, and Ducts 3, 4, 7, and 8 exhaust to a chamber situated at tr•
opposite end. Bleed ducts leading from each of these chanubers ir,? conecte'
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together and routed to the VOC control device, which will probably be located
outside of the building. Most of the air in the exhaust chamber passes to
the recirculation chamber, where it mixes with fresh air ducted in frof, the

outside and is reintroduced into the spray booth.

Because the VOC concentration in the booth is a function of where in the
booth paint is applied, it is possible to have a high VOC level at one end of

the booth, and a much lower level at the other end. For this reason, it was
decided that an LEL monitor should be placed in each of the exhaust
chambers.

The amount of in-leakage which occurs around the ooors of the spray
booth should be minimized for two reasons. The air which leaks in is not
filtered, thus,it carries particulate and contaminants into the booth. The
second reason is that the air which leaks in is not mixed with the
recirculated air. This may cause localized high VOC concentrations which are
potentially hazardous. The makeup air which enters the booth should come
primarily through the external makeup air duct and be mixed thoroughly with
the recirculated air before being filtered and vented into the spray booth.
The makeup air does not necessarily have to come from outside; the only
requirement is that the source be external to the spray booth, away frof.
stacks or vents. Not all the in-leakage can be eradicated, however, because
a negative pressure must be maintained in the spray booth to prevent solvent
laden air from escaping into the surrounding area.

The makeup air duct also serves to immediately flush the booth with
outside air in the event that high VOC concentrations are detected by tYe LEL
monitor. If this happens, dampers in the makeup air and exhaust ducts upen,
which returns the booth to a single-pass ventilation operation. When the
high VOC concentration is sufficiently low, the ventilation system returns
normal operation.

It was estimated that materials and installation costs for the
recirculation sys'.en illustrated in Figure 6 would be approximately $60,470.
This estimate does not include the investment and installation costs of the --

actual V"'C emission control device (i.e., incinerator, carbon adsorption be,
etc.), nor does it include the cost of the LEL detector and damper control
system. The estimate does include the cost of routing the bleed-flow out of
Building 655 and down to the ground. A breakdown of the approximate costs is
given in Table 44.

It should be noted that in the material cost estimation, it was assumed
that several pieces of equipment currently in place could be used in the net
design. The following is a list of the equipment which may be reused: two
air supply fans, eight exhaust air fans, supply air diffusers, exhaust air
grilles, supply air ductwork (if practical) and duct and fan support
structures (if practical).

Installation and operating cost estimates have also been performed for
both carbon adsorption and incineration VOC emission control systems. Thes-
are discussed in the following paragraphs. The relevant operati,', paraneters
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TAFLE 44. COST TO CONSTRUICT RECIVCOLATION SYSTDIM !CCLELLAN
AIR FORCF BASF , UILDIG 655V

Approxiriate
Quantity Part description cost

6C LF 60-in. sq. duct (qalv. STL) $142/LF 8,520
90~ LF 60-in. 4) duct (galv. STI) $95/LF 9 ,5r0
40 LF 48-in. 4) duct (qalv. STI) 47/LF =1,280

80 LF 3-in. 4) duct (galv. ST1) ~ 5L ,0
5(' JF 9-in. 4) duct (galv. STI) $5/LF 250

L~ IF 6-i. 4) duct. (gab' . STI) $4.5/LF =360 K
4LA 34-in. x 900 el bow (gaIv . ST ) $572/ea = 2,288

4 EA 48-in. x 90' el how (qal v STi) $858/ea = 3,432
2 E A 60-i n. 4) x 900 elbow (galv. SM) $1,100/ea = 2,200
5 [A 60-in . rwd on zed daii per $900/ea =4 ,500

SLA 60- :I . hlowers $1,300/ea 2,600
3 ILA 60 in. sq 1)i rd a nd i nsert sc reen 190O/ea = 2,700

- A Vaor monitor Not included
I A bleed process equi p~ient Not included U

Total I ibor and riaterial $40,000 1.

Total$44P

$46,-480

TA[. t 4n4ncy OC8,830

t-n-nee rng feF (excluding proces 5 5,050
equi prnefl)

Tv,' air -s u p pIied s eadlud soi t s $ 160

Orand Total (excluding process $60,470
equipurent and rionitor)

r der.,%

60 L 60in.sq. uct(gav. S1) 142LF =8,50 ,

90 L 60-n. duc (glv. TI) 95/F = ,55
4U L 48-n. duc (glv. TI) 47/F = 1,88 0

6?L 4i.€ ut(av ST)$3/F =  ,0
5 L 9-i. € uct galv ST1 $5/F 

=  
50

K, F 6-n ¢ duct (g lv S I) 4.5/ F = 360 - -
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in determining installation and operating costs of carbon adsorption or ,
incineration systems are the flow rate and the solvent concentration. For t0,-
McClellan facility, a bleed rate of 1,500 cfm is optimal. This will result
in a VOC concentration ranging from 0 to 1,000 ppm. -

Cost projections for an activated carbon adsorption system consider
several issues. The carbon adsorption efficiency depends on the molecular
weight and the polarity of the solvent, as well as the type of activated
carbon. The adsorption efficiency of fresh carbon varies from 0.4 to
1.0 grams of solvent adsorbed per gram of carbon (11). Another consideration
is that, after the first regeneration cycle, the carbon typically has less
than one-half of the adsorption capacity of fresh carbon.

Regeneration of the saturated carbon may be accomplished in a numLer of
ways. Onsite regeneration is possible with steam stripping or hot-air
regeneration devices operated in conjunction with the carbon bed. The carbonl
may be hauled to an offsite regeneration facility, or it may be disposed of
by landfill or incineration. The appropriate regeneration or disposal method"
is determined by economic considerations. This study determined that d,

steam-stripping unit would be the most viable option for carbon
regeneration.

The total installed cost for a carbon adsorption, steam stripping unit
is approximately $80,000 to $90,000. The bed will require regenerating every
2 to 3 days if the booth is operated 24 hours per day. Each regeneration
cycle will produce 250 to 300 gallons of water containing 10 percent
solvents (II). If this wastewater can be treated onsite, the daily operation
costs may be low. If, however, the wastewater must be disposed of, costs of
$1,130 to $1,590 may be incurred per regeneration cycle.

The total installed cost for an incineration syster equipped with a
primary heat recovery unit is approximately $40,000 to $50,000. If the t.
incoming air is preheated to 600°F the natural gas requirement will rdnge
from 18.9 to 25 scfm, depending on the influent solvent concentration '11).
For a natural gas cost of $4 per 1,000 scf, this translates to eI00 tr,
$144/day.

For process air containing solvent concentrations between 1,000 pp;, an! 4

25 percent of the LEL, an incineration system which takes advantage of tene
fuel value of the solvent in the air is probably more economical than a
carbon adsorption system (6).

D. TRAVIS AIR FORCE BASE -- BUILDING 550

Because of the complexity of the ventilation system at Bui'dinq 550,
was decided to to develop a list of issues and concerns which must be
addressed before designing a recirculation system.

The first issue of concern is to determine peak paint usage rates in tnc
spray booth so that a minimum bleed-off rate can be determined. The maximui 5
paint usage rate at the 550 spray booth was 3.97",g in U3 winute , whicv
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translates to approximately 10 kg per hour. Another consideration is the
fact that the paint used at spray booth facilities is composed of many S

solvents, thus,it must be decided which LEL value should be used in
determining maximum allowable VOC concentrations in the booth. If the LEL of
a particular solvent of interest is considerably smaller than the LEL values
of any other solvents, it is likely that the lowest LEL value will be used.

A complication unique to the Building 550 facility is that significant
in-leakage occurs behind the particulate filters at the junction with the
exhaust ducts. During the test sequence, it was noted that, as the filters
became cloqqed with particulate, the in-leakage increased (see
Section II B2. In a recirculation system, this in-leakage would dilute the
recirculated air, which would defeat the purpose of the recirculation system.
A recirculation system desijn for this facility would have to eliminate this
in-leakage problem.

TRAVIS AIR FORCE BASL -- BUILDING 1014

Building I)14 nts been selected as a possible site for the installation
of a pilUt recirculation system. This spray booth was selected primarily
because of the simple ventilation system associated with it. Another reason
is that, because the booth is used seasonally for 8 hours a day, no major
painting operations would be interrupted during construction. The following
sections describe how various healtiK, safety and design issues have been
addressed in developing a conceptual design of a recirculation system for the
paint spray facility at Building 1014.

1. Peak Hydrocarbon Concentrations

During the painting interval which resulted in the highest VOC
:oncentrations in the stack, the paint consumption rate was 16.35 kg per

hour. The paint used at this time, polyurethane green, has a percent
volatile concentration by weight of 53.6 percent (see Table 20) which implies
that 53.6 percent by weight of the paint is organic solvent. Thus, at the
paint usage rate of interest, 8.8 kg of solvents was consumed per hour. A
worst-case scenario would be to assume that this high paint usage rate would
Continue for 4 hours. This would result in tne emission of 35.2 Kg of

2. Maximum Allowable Solvent Concentration

The first issue to be considered is the composition of the emitted
solvent. According to the results of the GC/MS analysis (Table 19), the
paint solvent is composed of 66 percent EK, 10 percent xylenes, 9.5 percent ,
cyrlohexanone, 8.4 percent 4-methyl-2-pentanone and at least 6 percent butyl
acetate. The uncertainty in the butyl acetate concentration stems from the

Y.t that i lower bound any was given for this compound in Table 19, which

ilplies that the actual concentration of butyl acetate may be conside.3bly
iOner (up to ten times higher). The fact that the polyurethane green paint
'a two components which are mixed in a 1:1 volume ratio was considered.
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The paint booth measures 60 feet long, 18 feet high, and 13 feet wide.
The volume of the booth is,therefore 19,440 ft3 (550 n ). With no
ventilation system in the booth, at the consumption rate of 8.8 ky/hr, the
solvent concentration after 4 hours would be 63 g/m3. The concentration in
ppm of a specific compound depends on the molecular weight of the compound.
The following analysis assumes that the solvent is composed solely of one
compound (i.e., all MEK or xylenes or butyl acetate, etc.). The resultant
ppm concentration of the compound in the booth is compared to the 25 percent
LEL value for that particular compound. The compound which has the largest
factor difference will be used to determine the maximum recirculation which
will be allowed. Equation (1) illustrates how the values presented in
Table 45 were achieved.

3. Xylene

Molecular Weight: 106.16 grams/mole
25 percent of LEL: 0.25 percent by volume = 2,500 ppm xylene

3 m3"

63 g Xylene 1 mole Xylene 22.4 L 1 m _ 0.0133 m Xylene (I)

mn3 of air 106 g Xylene mole 1,000 L m3 air

= 13,300 ppm Xylene

Thus, if the solvent were composed solely of xylene, the xylene concentration
in the booth after 4 hours would be 6.5 times higher than recommended by the 0

NFPA.

The calculated values in Table 45 indicate that the xylene concenzration
should be used as the design criterion for a recirculation syste,,i at
Building 1014.

4. Minimum Required Bleedoff Rate

To determine the minimum flow rate required to prevent the buildup of
significant concentrations of solvents, it is necessary to formulate the
solvent concentration in the booth as a function of time. For the following
analysis, the rate at which the solvent is released into the booth is known,
the bleed rate is considered constant, and the initial concentration of
solvent in the booth is zero. Standard conditions are assumed in the
following analysis:
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TABLE 45. SOLVENT CONJCENTRATIONIS IN~ PAIN~T SPRAY BOOTH -- TRAVIS AIR
FORGE BASE, BUILDINlG 1014

Mol ec ul a r Resultant 25 percent Approximate
Concentration weight concentration LEL difference

Compound (grams/rn3) (grams/mole) (ppm) (ppm) factor

Xyl e te 63 106 13,300 2,500 6.5

4 methyl- 63 100.16 14,000 3,400 4Il
2-pentanone

Butyl acetate 63 116 12,200 3,500 3.4

flEK 63 72.1 19,450 4,500 5
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Let:

M(t) = Total mass of solvent in the booth (Kg/hr).

Mp = Rate at which the solvent is emitted into the booth. ,

= 8.7 Kg/hr.

Vou t = Volume flow which is bled off from the booth (m3/rin).

= Constant

Vbooth = Booth volume.

= (550 m3 )

X(t) = Rate at which solvents are removed from the booth.

= Kg/hr

Out

booth

1(t=O) = Boundary condition which specifies the initial solvent
concentration in the booth.

=0

The results of a mass balance evaluation of the booth yields the following
equation:

dM(t) _ Ap _ X(t) (2'
dt '"""

This expression implies that the rate at which the solvent concentration
increases in the booth is equal to the rate at which solvents are emitted
into the booth minus the rate at which the solvents are removed from the
booth. The expression may be simplitied:

dtl (t) Vou t.
MP 1(t"dtV bOOth' '

dt P~booth
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Tne solution to this linear nonhomogeneous first-order differential equation
may be calculated by a change of variables, or may be founA in any
mathematical handbook containing tables of solutions to differential
equations.12. The solution to Equation (3) is:

V V J.

M(t) =  booth I - exp - out (t) (4)out Vbooth

What remains is to determine what the flowrate should be so that, after
4 hours, the solvent concentration is less than 25 percent of the LEL for
xylene. The minimum required flow rate con be cAlculoted by eluating the
solvent concentration in the booth (M(t)) with the 25 percent LEL value for
xylene (2,500 ppm), and inserting the known values for Vbooth and 11.

t = 4 hours p

M(t=42 = C, ppmi in toe ooot!.h

k,

' - ./ ky,'r r II

3 V
.7 ki 55.] r - exp out (4 hrs) (5)

unr Yu t  550 m111

Tne solution to this equation can be found iteratively. The minimum
flow ,te required in the bleed off system is 12.2 m3/min 0 STP (430 scfm)
whi,_h represents 2.2 uercent of the total volume of the booth. For a safety
factor of 2, the flow rote for the bleed C ff svste will be ?4.4 iu3 /1min ( STP
(86u scf'n.'

A similar calculation was carried out, using the 25 percent TLV for I
xylene in place of the 25 percent LEL value. Based on this calculation, it
wos deterni ned tnat under current operating condiLions, the 25 percent TLV is
exceeded. It was found that the current fio, rote (approximately 15,000 cfm .
''P) would have to be increased by a factor of three to lower the solvent
concentrations below the 25 percent TLV.

5. Conceptual Design

A schematic diagram of the recirculation system for Building 1014 is
jiven in Figure 7. In this design, the exhaust duct is rerouted so that it
passes over the roof and down to the front of the spray booth. The filters

% %,
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in the booth doors are removed and the doors sealed so that little outside
air will pass through. The fan currently in the exhaust duct is used as the
exhaust fan. In addition, an intake fan is installed at the front of the
booth. Particulate filters are placed at the front face of the booth. To
ensure that the VOC concentrations in the booth remain below safety levels,
an LEL monitor is placed in the recirculation duct downstream of the exhaust
fan.

S-.

A bleed-off duct leading to a VOC removal device is connected to the
recirculation duct on the roof of the spray booth. If an incinerator is
selected as the control device, the bleed duct will be routed outside to a
small shed in which the incinerator will be housed. If a collection device
is utilized, the duct will be routed to the ground where a removable filter,
condenser of charcoal bed will be located.

At the front of the booth, a fresh air duct is connected to the -

recirculation duct upstream of the intake fan. The purpose of this duct ir

to supply fresh air to replace the air removed in the bleed-off duct. A
damper located inside the duct will be opened completely if the VOC
concentration in the booth reaches a dangerous level. Large quantitie- of
fresh air will flow through the booth and dilute the high VOC
concentrations.

It was estimated that materials and installation costs for the
recirculation system illustrated in Figure 7 would be approximately
$32,882. This estimate does not include the investment and installation
costs of the actual control device (i.e.,incinerator, carbon absorption hed)
nor does it include the LEL detector and damper control system. The estimate
does include the cost of routing the bleed flow from the hangar to the
ground. A breakdown of the approximate costs is given in Table 46.

The relevant operating parameters in determining installation and
operating costs of carbon adsorption or incineration systems are the flow rate
and the solvent concentration. For the Travis 1014 facility, a bleed rate of
860 cfm is optimal. This will result in a VOC concentration of 0 to
1,000 ppm.

The total installed cost for an incineration system ecuipped with a
priiary heat recovery unit is approximately $40,000 to $50,000. If the
incoming air is preheated to 600'F, the natural gas requirement will ranqe
from 12.6 to 17.4 scfm, depending on the influent solvent concentration 11-
For a natural gas cost of $4 per 1,000 SCF, this usage rate translates to $24
to $33/day.

The total installed cost for a carbon adsorption, steam-stripping unit
is approximately $40,000 to $50,000. The bed will require regenerating every
6 to 9 days. Each regeneration cycle will produce 250 to 300 gallons of
water containing 10 percent solvents. If this wastewater can be treated on
site, the daily operating costs may be lc',. If, however, the wastewater rust
be disposed of, costs of $1,130 to $1,590 may be incurred per regeneration
cycle. An additional expense which may he renuired at this facility is a
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TABLE 46. COST TO CO11STRUCT RECIRCULATION SYSTEM7 -- TRAVIS AIR
FORCE BASE, BUILDING 1014

A pproxima te

Quantity Part description cost

90 LF 46-in. € duct (galv. stl) $47/LF = 4,230
18 LF 36-in. € duct (galv. sti) $35/LF = 630
50 LF 6-in. € duct (galv. stl) $4.5/LF = 225
36 LF 36-in. x 48" duct (galv. stl) 860# @ $4.05/# = 3,4b13

2 EA 46-in. x 46" x 46" tee (galv. stl) $600/ea = 1,200
2 EA 36-in. x 900 elbow (galv. stl) $572/ea = 1,144
I EA 46-in. motorized damper 700
1 EA Dual linked 46" motorized damper 1,200
1 EA 6-in. motorized damper 200
I EA 46-in. in-line fan (15900 CF1 ) 4,000
I EA 6-in. 0 motorized damper 1,300
1 EA 46-in. 0 end cap 200
1 EA 46-in. insect and bird screen 850
1 EA Vapor monitor and mounting Not included
I EA Bleed process equipment Not included

Total labor and material !19,362
Tax $875
General contractor markup $3,000

Total $23,237

Contingency $4 ,4d5

Engineering fees (excluding process equipment) $5,00c

Two air-supplied seal suits $160

Grand total (Excluding process equipmient and S32,882
monitor)

steam-generating unit such as an electric boiler. The inscdllaticn cost for
such a device may range from $5,000 to 10,fCr.

%I,!I
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SECTION V

CONCLUS !ONS AND RECOMITPIDAT I OS

A. CONCLUSIONS

I. General

IOC emissions froi. the three spray paint booths included in this study
exceeded allowable limits. The emissions from these facilities can be
significantly reduced with a variety of add-on control devices, possibly
coupled witn a recirculation system.

I. ,.Clel lan Air Force Base

The Sacramento County Air Pollution Control District (SCAPCD) requires
that less than 420 grams of nonexeopt VOC be present per liter of paint used
for camouflaging purposes (13). According to the data presented in Table 3,
one type of paint used at McClellan contains up to 67.6 percent volatile
organics by weight. When the density is factored in, it is estimated that
this paint contains approximately 750 grams of VOC per liter. Table 2, shows
that tnis particular paint does not contain any of the exempt organic
compounis aiiowe;. by rule 451 of the SCAPCD. Thus, the 750 grams of VOC
measured per liter of paint is in the nonexempt category. The test results
fror, this facility accounted for 44 to 48 percent of the total VOC emissions
expected. Despite recent efforts to redluce VOC emissions, the paint booth

OC yided in this st.i v is out of conpliance due to the usage of paint
co,'i i n lare quantities of VOCs. Pedctions of up to 41' percent may be
re cI i -ed. -.%

3. Travis Air Force Base -- Buildina 50"

To be within compliance limits, the Bay Area Air Quality Management
,>'strict (BAQ !D) requires that less than 13 kg of solvent be emitted from a
pdl.rt application facility per day 14. Furthermore, less than 3.6 Kg of
solvent per hour should be emitted. According to the June 13 results of the
ST-7 saripling interval, between 9:34 to 10:30, I.8? kg of carbon were emitted
from Stack 2. Furthermore, calculations indicate that emissions from
Stacs I and 3 were nearly this high. The total carbon emission durinq this
time interval was approximately 3.6 kq, which translates to ipproximitely

5 K of solvent. Test results for this facJity aWcounte-f for 85 to
1A0 percent of the total VOC emissions expected. To be in compliance, VOC .
07; ssions may have to be reduced by as much as 30 percent.

4. Travis Air Force Base -- Building 1014

The ST-7 sampli rg results indicate that 4.5 Pg of ,rmr vwee released
I d 53-r-inute time interval. This translates to approximately 6.4 Kg of %

',o v rt. Tst results for this facility accounted for 27 to lrV percent of
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the total VOC emissions expected. The BAAQHD standard was exceeded by
approximately 70 percent, thus,a VOC emission reduction of at least
45 percent is required for compliance.

B. RECOMIIENDAT I ONS

1. General

The installation of a recirculation booth, accompanied by a VOC control
device, would be the most effective and maintenance-free riethod of
eliminating VOC emissions from spray booth facilities. Such a system reduces
the volume of air which requires processing to reiiove the solvents present in
the flow. Simultaneously, the VOC concentration in the air passing through
the VOC control device would be increased. This system, in addition to being
cost effective, would allow for relatively maintenance-free operation.
Recirculating the air in a paint spray booth can cause the VOC concentration q
in the booth to exceed the organic solvent TLV. For this reason, proper
protective clothing and equipment should consist of a positive-pressure suit
connected to a fresh air supply.

Another option would be to install charcoal filters in the exhaust
ducts. Because these filters become saturated, care must he taken to change
theri when necessary. This results in increased maintenance costs.

The fastest and least expensive way to lower VOC emissions from a'l of
the paint spray booths would be to adopt more efficient paint application
devices such as electrostatic paint spray guns. This could decrease paint
usage by as much as 50 percent, which would, in turn, decrease VOC erissions
by as much as 50 percent.

A listing of possible modifications is given in Table 47. This ta i-e
also includes the advantages and disadvantages associated with the
modification, as well as relative costing estimates.

More than one of these modifications could be adopted. A carbon
absorption system, used in conjunction with a more efficient paint
application method, may require far less frequent carbon channeout.

2. rcClellan Air Force Base

McClellan AFB personnel have expended considerable effort to reduce
hazardous emissions from many of their painting facilities. Despite these
efforts, further reductions are needed due to the use of coatics cont nin.
high VOC concentrations.

To decrease the quantity of air requiring processing with ar add-on V')C
control device, a recirculation system could be installed at the McClellan
Building 655 paint spray booth for an approximate cost of $60,000. >.

One safety measure which can be adopted imediately is that the fans
(both the intake and the exhaust duct) be operated at all times diring and
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after a piece is painted in the booth. It was noticed that when the worKmhen 
had finished painting, they would leave the booth and turn off one or uoth
sets of fans. While a painted piece is drying, considerable amounts of VoCs
are emitted. By turning the fans off, the VOC concentration in the bouth can
become very high (see Table 9). This safety hazard can be eliminated by
continuing fan operation in the booth while the painted surface dries.
Another option is to install a delay mechanism into the fan "OFF" switch.
This will continue fan operation for a specified period of time after the
fans have been turned off.

Another safety recommendation is that fans should be operatingj ard"
protective gloves worn while the workmen use large open containers of
solvents such as MEK. Furthermore, open solvent containers should not De
left in the room if the ventilation system is not operating.

Workmen would also frequently place large objects on the sump gratings
which blocked the flow of air to the water sumps. While taking anemoneter
readings at the sump, sampling personnel noticed that the blockages did
affect the surrounding flow. The grates should therefore be kept as clear as
possible to allow unobstructed airflow. 3

3. Travis Air Force Base-- Building 550 ."

One method of reducing VOC emissions from the Building 550 paint
facility would be to adopt a more efficent paint application method. This
could lower the VOC emissions by as much as 50 percent, and bring the spray
booth into compliance. Another option would be to install flat charcoal
filter cartridges behind the particulate filter sheets inside the spray
booth. Because of the accessibility of this location, the filters could ue
easily changed, thusiminimizing maintenance time.

The particulate filters in the booth should be changed more frequently.
At the current replacement rate, the particulate filter sheets become blockea
(see Section II.B.2). This causes the fans in the exhaust ducts to draw air
from the outside instead of from within the booth. The decrease in flo,"
through the booth causes VOC concentrations to increase.

4. Travis Air Force Base -- building 1014

This facility should be selected for a pilot study to determine the
feasibility of installing a recirculation system to operate in conjunction
with an add-on VOC emission control device. It is further recommended that
two types of add-on devices e tested; a fume incinerator and a carbon
adsorption steam regeneration unit. The 1014 spray booth is ideal for a
pilot study, because of its operating schedule and because it has a fairly
simple ventilation system. Since the booth is operated only a few months of
the year for only 8 hours a day, paint booth operation would not be affected
while the system is installed. A recirculation system could be installed at
an approximate cost of $33,000. Furthermore, it is possible to rent both an
incinerator and a carbon adsorption unit for use in the pilot-scale test.
This would allow for in-use evaluation and comparison between eacn device.'v.
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The VOC concentrations in the hangar surrounding the booth were hi i-
enough to cause eye irritation and headaches. The reason the concentrdtions
were so high is that the exhaust outlet from the spray booth was flush with S
the hangar wall exterior. The exhausted air was directed downward by the
wind through a ventilation opening in the hangar wall and back into the
hangar area. It is recommended that at the very least, the exhaust duct be
either directed upward or routed to the roof of the hangar.

Calculations of possible peak VOC concentrations revealed that the
levels in the booth may, at times, exceed the TLV for specific solvents. For
this reason, it is recommended that proper protective clothing be worn to
prevent exposure to skin and face.

The particulate filters at the back of the booth cloaqed ra!idlv.
This caused considerable leakage around the filter elements, which in turn I

allowed large quantities of particulate laden air to be exhaustel (see
Section II B-2). To avoid this problem, the filter elements should be changed
more frequently, and cracks around the filter elements should be blocked. ";
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APPENDIX A I;
CALCULATIONS FOR DETERMINING THEORETICAL MASS OF CARBON IN STACK

The steps required to calculate the theoretical mass of carbon in the
sampling stacks are outlined below.

1. The amount of paint used during the ST-7 sampling time interval was
deduced from the paint usage log. The fraction which volatized off
was calculated by multiplying the paint used during the sampling
interval by the percent volatile. This data is found in the results
of the paint residue analysis (Tables 3 and 20):

Total Mass of Solvent = Mass of Paint . % Volatile
Released into Booth Used (kg) by Mass

2. The mass of each volatile compound emitted was calculated b,
multiplying the percent by weight of each volatile component ('A')
in the paint by the total amount of solvent emitted:

Mass of Component = Mass of Solvent * % by Weijnt of Component
'A' Emitted Emitted 'A' in the Paint

Frequently, paints and primers were mixed in prescribed ratios. In
such cases, the contributions of each volatile component was
quantified by considering the ratios in which the paints were
mixed.

3. The percent by mass of carbon in each volatile component was
calculated by using the molecular weights (MW) of both carbon and
the compound of interest:

% by Weight
of Crbo in1 *Moles of Carbon *MW of

^opnn fCmoet *Mlsof Carbon iWno

o on i MW of Componen'A' Hole of Compound Carbon

There is some uncertainty in the results from this step because the
GC/MS data reported several VOCs in the paint as unknowns, thus the
percent carbon in these compound could not be included.

4. The total mass of carbon volatilized off in the booth is calculated
by summing the carbon contributions from each component:

Total Mass Total Mass % by Weight
of Carbon = Emitted of * of Carbon in .
Emitted i Component i Component i

P:-:
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5. The amount of carbon (by weiqht) to be found in each stack is
determined by the flow rates measured in the stacks. The percent of
the total flow exhausted through a particular stack determines what
percentage of the total mass of carbon is associated with that
stack. For example, at Building 550 at Travis Air Force Base,
stacks 1 and 2 are considerably larger than Stacks 3 and 4. The
painting that was done in Quadrant 1 was associated only with
Stacks 1 and 2, and the amount of carbon exhausted by each of these
stacks was determined by the percentage flow through each stack. It
should be noted that the mass of carbon estimated by this method
will be lower than the actual carbon concentration due to
uncertainties in the volume flow measurements.
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APPENDIX B

METRIC CONVERSION TABLE

Metric To English English to Metric
.%.M

Length: Length:

1cm = 0.394 in 1 in = 2.54 cm

Im = 3.28 ft I ft = 0.3048 m.

Vol ume: Vol ume:

1 L = 0.0353 ft3  1 ft3 = 28.2 L

= 0.264 gal = 0.02F3

1 m3 = 35.31 ft3  I gal = 3.79

= 264.2 gal = 0.00279 m

Mass: Mass:

1 Kg = 2.2 lb 1 Ib = Z. 54 1I

Temperature: Temperat ire:

C= 5/9 (°F-32) F= 9/5 °C+i2
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SPPFNDIX C

DFVSCRIPTIU)'I 7. SAMPLING ANd' MASUPING PROCEDURES

A. VOJ". FLOW ML'S!JREMEN"

Tvq volume flow measurement procedures were used in this study: EPA
Met:iod 2 and anemometry data. [PA Method 2 was used to measure volume flow
through ducts, while the anen meter was used to measure flow at grates,
sumps, and filter faces.

EPA Metnod 2 uses & pitot tube to measure pressure differentials in a
duct at specified traverse rints. The pitot readings are corrected to
st.adarJ conditions anl su:imed to yield tne flow throug, the duct. The
oressire lifferential data rIus

t he taker at 3 site located at least eiht
duct Ii 9.//ters dowstr:am .,n twc 'iameters upstream from any flowrist-rbance (G-l ).

-o- anemometer flow measurements done in this study, the surface to he
mea-,;red was suhdiviicd iJrt. sections. [ ata ,r(e. ta I ivrr each section
ap;oxi ;a'y 3 inches from. the s;jrface of interest. The anemometer gives a
Sricofreo n* IY , Ve-'o.ty over a secftion; when nultiplied by the
* 

r  
P'i area, , ) j: , f x S call I ted. I . d, r - alsu ( ftreted tu

SA;y [ JE 7 3:;\ A' CO3TT T

. onti ,i .jc '.itOrS

Two corti nuo is mitori-, n ,..cei.4re xe used to deterii ne the
ccwientrat, ion o" organics in the flow: 'PA Method 25A and Bay Area Air

iua y Muna qevint Distri t PAA !ID, Method CT,.-

Both EPA lethod 25A ard BAAQMD Method ST-7 are gas analysis procedures -

which determine tne total oxidizable carbon (TOC) concentration in a sample
streo.. TXG is compri sed o' the organic carbon and carbon monoxide present
i the sample. For the tests discussed in this report, the contribution of
* *a"rn monoxide to the TOC concentration was considered negligible (CO %
on_-entrations 'n air is generally a few parts per million), thus the
meiasred TOC was considered to be solely from an organic source.

The BAAQMD ST-7 procedure requires a gas sample to be passed through a
coiiustion tube where all organic carbon atoms are oxidized to CO2 (C-2). From.
the combustion tube, the sample is passed through a nondispersive infrared
analyzer (NDIR) which continuously monitors the CO2 concentration in the gas
stream. Periodically, the combustion tube is bypassed, and the sample gas is
passed directly through the NO[R. This is done to measure the sample
bac.krjrnund concetration of CO2 . The difference between the CO02

. °- d~ 7. .

'-' . . ' "- . '-V -"- .. '; "- .t * -;t : :. '. . '.' 1''..':J'-2''-.-.-.
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concentrations in these streams is the TOC concentration it, the sa~mjle.

ST-7 results are accurate because the NDIR analyzer is calIbrated with (1
which is also the gas being measured. 2)

The EPA Method 25A utilizes a flame ionization detector (FiL) to zqd'yZe
the TOC concentration in the sample gas (C-3). The FI: c &nsitive .0 t"

total hydrocarbon concentration in the sample stream, and it does not
distinguish between organic species. Thus, in order to correctly assess t,e
VOC concentration in the sample, the components and the relative
concentrations of the components in the sample stream must be known.

C. VOLATILE ORGANIC CONSTITUENT CHARACTERIZATION

The volatile constituents in the stack gas streams were qua;:fied hy
using the National Institute of Safety and Health (NIOSH) sampli;i
Method 1300.

In this procedure, a small volume of stack gas is drawn throuqh a N4IOS-
tube containinq activated charcoal. The flow rates used are between 0.01 and
0.24 liters per minute, and the total volume sampled is generally less than ;.S
liters. The volatile organics are adsorbed onto the surface of the charcodl, S
and are later removed by chemical extraction.

D. SEMIVOLATILE ORGANIC CONSTITUENTS *,

Semivolatile compound concentrations were measured in the stack g s
using the EPA Modified Method 5 (MM5) sampling and analyses protocol.(C-2) 0
Figure C-1 illustrates the MM5 sampling system used ir, this program. 6Ig 0'
XAD-2 organic sorbent was packed in a glass module in the field. Both the
condenser and the XAD-2 module were water-jacketed to maintain the flue nis
temperature entering the XAD-2 sorbent at approximately 60'F. The firs,.
modified impinger trapped organic condensate. The remaining distilled H2 0
and silica gel impingers were used primarily to trap the remaining rYistdr•
in the flue gas. The convection oven was equipped with a filter.

The sample flowrate was approximately 280 nL/second (0.6 dscf), a- thle
sample volume was generally greater than 0.867 dscm (30 dscl) for 1 I-h)ur
sampling period.

E. PARTICULATE ME ASUREM NT

Two procedures were used to quantify particulate emissions. EPA M115 and
NIOSH nuisance dust test Method 500. The MM5 test was used to determine
stack concentrations of particulate, and the NIOSH 500 procedure determined
particulate concentrations both in the spray booth and in the stack.

The MM5 apparatus (described in a previous section) was equipped with "
five mesh particulate filter. The particulate collected on the filter as
well as that deposited in the probe was weighed to determine total
particulate emissions from the stack.
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The NIOSH 500 procedure involves drawing a large volume of simple ;,
through a fine mesh filter. The flowrate generally used is approximately

1.5 to 2 liters per minute. The total sample volume drawn , LISuLolly C t
133 liters. The filters are removed from the sample crtridqe-- ,,rd ther v, ,J

to determine the total quantity of particulate collected

REFERENCES FOR APPENDIX C

C-i. EPA Method 2: Determination of Stack Gas Velocity and V)lometric
Flowrate (Type S Pitot Tube), Environmental Protection Agency Sampling
Methods, 40 CFR, part 60, Appendix A.

C-2. U.S. EPA EMSL, "Modified Method 5 Train and Source Assessment Sampling
System Operator's Manual," EPA-600/8-85--03, February 1985.
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APPENDIX D

QIUALITY ASSURANCE PROCEDURES b

Appendix D describes the quality control measures which were implemented
for this test series. The accuracy, precision, and completeness of all data
obtained are assessed. Project quality assurance objectives for these three
parameters are given in Table D-1. The following measures were put into
effect to ensure these objectives were met.

* Blind trip blanks were submitted for analysis with all EPA MM5
samples and most NIOSH 1300 samples

" Duplicate samples were submitted for analysis with all EPA
!Iethod 624 (Method 624) water samples

Al! Metnod 624 and Metnod 625 samples were spiked with surrogate
,r)pounds, and the percent recovery of these compounds is reported

* Method 62 and Method 625 analyses were performed on laboratory
storage and/or method blanks

A complete set of samples was acquired with every sampling effort. Test

matrices for each site and complete sampling protocols were developed prior

to sampling and testing. All sources in the test matrices were sampled, and
only a few trip blanks were missed. Duplicates were submitted whenever

possible; due to the dynamic nature of the sampling procedure, duplicates
were not usually obtainable. Samples were analyzed as soon as possible by

the Acurex Chemistry Laboratory.

The accuracy and completeness of each data set were determined based on

the quality control measures cited above and are presented in the following

paragraphs.

E. METHOD 624 ANALYSES ON WATER SAMPLES

To ensure accurate results, a three-point calibration curve was prepared
For the relevant compounds. A daily response factor check was conducted to

test instrument calibration. If a deviation greater than 20 percent
occurred, the system was either recalibrated or fresh standards were prepared

to verify ,alibration.

The accuracies of the Method 624 analyses performed on water samples

were assessed by determining the surrogate recoveries from each of the spiked

sa, es. The samples were spiked with three surrogate compounds:
-,2-dicrloroethane, toluene, and p-bromofluorobenzene. The percent
recoveries of surrogate compounds ranged from 45 to 225 percent, as shown in

Tab> D-2. The accuracy DQO for this measurement was 50 to 140 percent and
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TABLE D-1. PRECISION, ACCURACY, ArID COMPLETENESS ORJECTIVE S

Precisi on

Measurement/ rel at ive
Ieasurerent analytical percent Accuracy
parameter method Reference difference (percent) Compl eteness

Volume flow Hot wire ACGIHa .... 00)

Anemoeter
ACGIh method

Duct flow EPA Method 2 40 CFR 60 .... Q00

Appendix A

Volatile NIOSH 1300 bDHHS (NIOSil, 25 10 to :::
organics in carbon 84-100 0
air absorption

extraction, .%
GC/FIO

CC/HO-
I.

Seriiv ol ati 1 e EPA tethod 625 EPA-600/a-82-057C 1 0 to 14C .%
organics in eCl2 extraction
sunp water GC/MS

O
Volatiles EPA Mlethod 624 EPA-600/4-32-057c in 50 to 143
organics in Cap1llary GC/MS
sunp water Purge and trap

GC/MS "

Semivolatile EPA Milt SW-846 2nd Ed. 30 90 o 43 90 -

organics MeCI 2 extraction Revisedd (19b4)
in air of XAD, GC/MS

TjHC Continuous 40 CFR 60 - 9r
FID Appendix A

aIndustrial Ventilation -- A Manual of Recornended Practices, 14th Ed., American

Council of Governmental Industrial Hygienists, Committee on Industrial Ventilation.
bNIOSH Manual of Analytical Methods, Department of Health Services N.
CMethods for Organic Chemical Analysis of Municipal and Industrial Waste Watrs,

U.S. EPA Environmental Monitoring and Support Laboratory, July 1982.
dProposed Sampling and Analytical rfethodologies for Addition to SW-846, Test e-ods

for Evaluating Solid Waste: Physical Chemical Methods (2nd Ed.). 1984.
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the completeness DQO was 90 percent. Of the 27 compounds tija we"(,
analyzed, 22 percent fell outside the DQO limits. lhe coripleterlt,'' t'), t:,, .
measurement is therefore 78 percent, which is below the completenes: r)V.

Storage and trip blanks were analyzed to determine the degree tu whIL .
contamination occurred in the samples during transport, storage, and . -.

analysis. The results indicate that no contamination occurred.

F. WETHOD 625 ANALYSES ''A

To ensure accurate results, a three-point calibration curve was preparec
for the relevant compounds. A daily rc.-pns2 fact, c ' was Conducte tc
test instrument calibration. If a deviation greater than 20 percent
occurred, the system was either recalibrateo or fresh stanoards were prepari
to verify calibration.

Tne accuracies of the Method 625 analyses performed on water samples
were assessed by determining the surrogate recoveries from each of the spike':-
samples. The samples were spiked with six surrogate compounds:
2-fluorophenol, phenol, nitrobenzene, 2-fluorobiphenyl, 2,4,6-tribromophenol,
and terphenyl. The percent recoveries of surrogate compounds ranged from'
6 to 137 precent, as shown in Table D-3. The accuracy DQO for tis
measurement was 50 to 140 percent and the completeness DQO was 90 percent.
Of the 54 compounds that were analyzed, 4 percent fell outside the DQO
limits. The completeness for this measurement is,therefore,96 percent. which
is within the completeness DQO.

A storage blank was also analyzed to determine the degree to whicn 6

contamination occurred in the samples during storage and analysis. The .
results indicate that no contamination occurred.

G. NIOSH 1300 ANALYSES

To ensure accurate results, a three-point calioration curve was pre*ar,,
for the relevant compounds. A daily response factor check was conductej to
test instrument calibration. If a deviation greater than 20 percent
occurred, the system was either recalibrated or fresh standards were prepare,
to verify calibration.

The desorption efficiencies of compounds detected in the samples were S

determined by spiking clean NIOSH tubes with the compounds of interest.
Three sets of tubes were submitted for analysis to the Acurex Chemistry
Laboratory, thus three clean tubes were spiked with tne compounds detectei in
the samples. The results of the desorption efficiency analyses are presente."
in Table D-4. The accuracy DQO for this measurement was desorption
efficiencies in the range of 70 to 120 percent; as shown in Table D-4, tne -0
acutal range was from 78 to 109 percent. All desorption efficiencies fell
within the DQO limits, thus, the completeness of this measurement is
100 percent.
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,'

TABLE D-4. VOLAT ILE ORGAN IC ANAL YS IS: NIOSr 1Y30
CHARCOAL TUBES

---------- S

Desorptior efficiencie ;f
the test compounds ')

Surrogates Set Ia Set 2b Set 3b

2-Butanone 103

2-Propanol 85 90 91

4-Methyl -2-pentanone 103 98 9._

Toluene 101 96 J6

Butyl acetate 106 109 iU-

5-Methyl -2-hexa none 103

2-Butoxy ethanol 78

Propyl acetate 105 105

o-Xylene 93 93

m-Xylene 103 103

p-Xylene 93

aMinimum detection limit:

0.004 mg/tube front half
0.001 mg/tube back half

bMinimum detection limit: 0.0005 mg/tm?

.
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In some in -inces, tril, bla3n)ks were submitted for analysir to determine .

the degree of contami nation which may have occurred during sample transport,
sturage, and analysis. In each case, no contaminants were detected, thus no
data correction was required. •

It was not possible to collect duplicates of the NIOSH 13,00 samples due
to the variable nature of the sampling process. For this reason, the
precision of the data generated could not he determined. N-0

H. MME ANALYSES

The accuracies of the MIM5 analyses were assessed by determining the
Sdrogate ,-,uveries from each of the spiked samples. The samples were
spiked with four to six of the following surrogate compounds:
2-fluorophenol, phenol, nitrobenzene, 2-fluorobiphenyl, 2,4,6-tribromophenol,
and terphenyl . The percent recovery of surrogate compounds ranged from 0 to
135 percent, as shown in Table D-5. The accuracy DQO for this measurement
was 5O to 14J percent and the completeness DQ was 90 percent. Of the 47 ',1
surrogates that were analyzed, 13 percent fell outside the DQ limits. The .I .

co:. fleteness for this measijremmit ;s therefore 87 percent, which is slightly
below the conpleteness DQO.

Trip blanks were also analyzed to determine the level of contamination
whicl may have occurred during sample transport, storage, an- analysis. It .
was fhood tEhat no contamination of the simples occurred.

It was not possiLin to collect duplicates of the MM5 samples due to the
var'iable nature of the samnplinq process. For this reason, the precision of
t-. lata generated could not he determined.
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